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Rotational Core Losses in Hydro Generators 
Jemimah Connie Akiror, PhD 
Concordia University, 2016 
Accurate estimation of core losses in hydro generators is invaluable as it has implications 
of monetary value to both machine designers and utilities. For machine designers to meet the 
maximum acceptable total loss design targets, accurate loss estimation techniques are important 
to avoid the penalty of the extra losses generated. On the other hand, increase in the demand for 
electricity requires utilities to increase the output of their hydro generators as an alternative to 
building new stations, which is a more cost efficient option. Therefore, accurate prediction of core 
losses and their distribution, as part of the uprate studies, is key for any proposed uprate to 
determine the machine’s hot spots and core capability. This will permit the increase in machine 
rating without compromising its life time. 
This study is towards an accurate quantification of core losses and their distribution in 
hydro generators stators for uprate studies. The emphasis is on understanding the distribution of 
rotational flux in the generator stator core, rotational core loss measurements in lamination steel, 
and core loss estimation including both the rotational and non-sinusoidal flux density 
components. This entails 2D electromagnetic finite element modelling, validation and simulation 
of hydro generators, which are subsequently used for the analysis.  
The distribution of rotational flux was found to be dependent on the stator dimensions 
and material BH curve operating point. Moreover, the associated rotational core losses resulted 
in a non-uniform distribution of losses in the stator, with higher localized losses at the back of the 
tooth. This new distribution of core losses is important in the thermal modelling to determine the 
distribution of hotspots in the machine. 
In this work, the numerical analysis provides an understanding of what is happening in 
the machine beyond the current measurement capability in the real machine. The experimental 
measurements performed also support the numerical results in the loss estimation.   
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Chapter 1 :  Introduction 
Statistics from the Canadian Electricity Association show that hydro contributes about 63.3% 
of the total electricity generated in Canada [1]. In Quebec, 99% of the electricity is from 63 
generating stations and 27 large reservoirs [2]. Most generators have been in operation for over 
20 years, and were designed with large safety margins that can still be utilized to increase the 
nameplate rating without compromising the expected life time of the machine. As the demand 
for electricity increases, increasing existing generator output provides a cost eﬀective viable 
alternative to building new power stations. This is because the cost and time involved in building 
new power stations requires large investments that may not be available especially in relation to 
the available demand.  
Generator uprate is the increase of the generator output from its nameplate rating. Machine 
uprates can be achieved with minimal operational or structural changes on the generator and/or 
the turbine without replacing the entire unit [3], [4]. These include; increasing the power factor, 
increasing the operating temperature, refurbishment of the windings and the iron core, change 
or increase of the turbine output, installation of a new excitation system, and mechanical 
reinforcement among others. Extensive multi-disciplinary studies are therefore, a pre-requisite to 
any machine uprate to determine a precise distribution of all the losses, the potential areas of 
weakness in the system and suggest the limits within which the output can be increased, for the 
proposed changes. From an electrical point of view, one important aspect is determining the 
hotspots in the machine to ensure the machine operation does not go beyond the rated insulation 
class. This necessitates an accurate calculation and distribution of losses in the diﬀerent parts of 
the machine.  
Another application of the accurate loss calculation in large hydro generators is in the 
machine design. In the industry, hydro generator designers are tasked to guarantee certain total 
losses per machine rating. Failure to meet this speciﬁcation results in penalties of over $ 5000 per 
extra kW due to the client, lower losses result in the same monetary equivalent as a bonus to the 
designer. Therefore, accurate loss prediction techniques are imperative in the design process. 
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While the prediction of some losses in the machine such as the copper losses, friction and windage 
losses are straightforward and fully developed, other losses such as the core losses and stray 
losses still need more comprehension for better prediction techniques. 
The segregated loss method is commonly used to determine the eﬀiciency and the global 
loss distribution in synchronous machines. For large machines this is done using the calorimetric 
method [5]. Figure 1-1 shows the measured losses of a 19 MVA, 13.8 kV hydro generator using 
IEEE standard 115 [6]. For this machine core losses are 28% of the total machine losses. However 
the distribution of these losses in the core is unknown; hence the need for ﬁnite element analysis 
(FEA) modeling and simulation. FEA aids the visualization of losses, speciﬁcally copper and core 
losses, to identify hotspots in the machine. However, the results from FEA are contingent on the 
accuracy of the core loss formulae used. The aim of this work is to better understand and estimate 
core losses, and their distribution in large hydro generators for the purposes of machine design 
and uprating. 
Core losses are the losses in ferromagnetic materials exposed to a changing magnetic ﬁeld. 
The losses can be categorized into pulsating and rotational core losses. In pulsating core losses, 
the magnetic ﬂux density (B) only varies in magnitude akin to a sinusoid. The B vector remains 
unidirectional, only changing direction in the positive or negative half cycle of the sinusoidal as 
shown in Figure 1-2 (a). At point 1 the B vector magnitude is 0, as the ﬁeld increases, the vector 
magnitude increases until the peak value at point 3 but maintains the same direction. After the 
peak, the B vector magnitude begins to decrease until zero at point 4. In the negative half cycle of 
 
Figure 1-1: Loss distribution in 19 MVA hydro generator. 
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the magnetizing ﬁeld, the B vector reverses in direction and begins to increase until the peak at 
point 5, after which it reduces in magnitude to point 6 and ﬁnally to zero at point 7.  
Conversely, if the B magnitude remains the same and the B vector rotates with the ﬁeld as 
shown in Figure 1-2 (b), this variation of the B vector causes rotational core losses. At point 1 
when the magnetizing ﬁeld A’ is zero, ﬁeld B’ is at negative maximum, and the vector is aligned 
to the y axis. As both ﬁelds A’ and B’ increase until point 2 the B vector shifts by 450. Further 
increase in the ﬁelds to point 3 where ﬁeld B’ becomes zero and ﬁeld A’ is maximum, the ﬂux 
vector is aligned with the x axis. As ﬁeld A’ decreases and ﬁeld B’ continues to increase, the ﬂux 
vector continues to rotate as shown at point 4. Point 5 is similar to point 1 with ﬁeld B’ at positive 
maximum hence point 1 and point 5 ﬂux vectors are aligned in the opposite direction. As the 
ﬁelds increase and decrease, the ﬂux vector rotates accordingly, while ideally maintain the B 
magnitude constant.  
Rotational core losses are signiﬁcantly higher than pulsating core losses (50% more in 
comparison between purely pulsating and purely rotating fields for the same ﬂux density) at 
unsaturated ﬂux densities levels in most machines. As a result, they need to be accounted for in 
machine core loss prediction methods. 
  
(a) (b) 
























































Methods used to estimate core losses in electric machines consider the ﬂux to only be 
pulsating. However, this is not the case with electrical machine stators yokes [7] and transformer 
T-joints [8], where the rotating ﬂux is localized. This localized rotating ﬂux results into a localized 
heating of the core, which shifts the overall machine hotspot further into the stator yoke. 
Therefore, disregarding the rotating ﬂux component not only underestimates the total core losses 
in the machine, but it also inaccurately deﬁnes the core loss distribution in the machine for 
determination of hotspots. 
Core losses are fundamentally a function of frequency and ﬂux density. In addition, they can 
signiﬁcantly increase with material stress, high temperature operation, rotating magnetic ﬁelds 
and non-sinusoidal ﬂux density among others. An ideal core loss model should include all the 
above eﬀects. However, some of these properties are complex and diﬀicult to model and quantify. 
Moreover techniques to measure them are still limited. This makes it challenging to match the 
predicted and measured core losses. For instance, the measured no load core losses also include 
eddy current losses in the stator windings due to slot leakage ﬂux, rotor surface losses from eddy 
currents and slot passing harmonics, and damper bar conduction losses, which are usually not 
included in the numerical core loss prediction.  
The scope of this work is to quantify and include the rotational core loss component into the 
predicted machine core losses for hydro generators. This involves investigation of the distribution 
of rotational ﬂux in the machine, measurement of rotational core losses in the magnetic materials 
and estimation of the machine total core losses including the rotational component.  
1.1 Problem Statement 
Accurate prediction of core losses is important in machine loss estimation in machine 
design, eﬃciency estimation and uprate studies of hydro generators. Most available core loss 
prediction models are limited to pulsating ﬂux, neglecting the rotational core loss component or 
they use pulsating data to approximate it. 
This work proposes an engineering approach to compute the core losses in large hydro 
generators including the rotational core loss component. The method applies measured rotational 
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core loss data to each FEA mesh element ﬂux density waveforms, to obtain the total core losses. 
1.2   Objectives 
The main objective of this work is to estimate core losses and determine their distribution in 
hydro generators. This is achieved by electromagnetic modeling and validation of the hydro 
generators, which are used in the analysis to determine the distribution of all the core loss 
components for accurate core loss computation. 
Other objectives of this work include;  
 To determine the inﬂuence of core faults on rotational core losses 
 To design and prototype a rotational core loss test setup for core loss measurement of soft 
magnetic materials used in hydro generators. This includes both the sinusoidal and non-
sinusoidal components of the pulsating and rotational core losses. 
1.3   Contributions 
The contributions of this work can be summarized as follows; 
 The use of electromagnetic FEA analysis to explain the diﬀerence in performance of 
generator units with the same design drawings, using only their open circuit characteristic 
curve test data. This reduces the need for heavy instrumentation and tests on the unit, 
which is time consuming and expensive. 
 Quantiﬁcation of rotational ﬂux in the machine using the stator area. This permitted the 
evaluation of the eﬀect of change in stator dimensions and operating point on the 
distribution of rotational ﬂux in the machine. 
 Design of a 2D magnetizer with a wide measurement area of 65 by 65 mm. The test set-up 
is fully functional and adds to the material characterization capabilities of the laboratory. 
 Implementation of feedback control on the ﬂux density waveforms using proportional 
integral (PI) controllers in the DQ frame. This provides a faster and quicker way to control 
the ﬂux density waveform, in addition to simulating an arbitrary waveform. 
 Estimation of core losses in hydro generators including the rotational core losses, which 
will be used in determination of hotspots for generator uprate studies. 
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 Detection of lamination faults in rotating magnetic ﬁelds, a tool that can be developed for 
lamination fault detection in the stator core. 
 Analysis of change in winding pattern for phase winding refurbishment of a 32.5 MVA 
hydro generator. This evaluated each winding pattern in terms of the air gap ﬂux 
harmonics and electromagnetic forces to recommend the best winding pattern. 
This study also resulted in the following technical publications: 
Journals 
1. J. C Akiror, A. Merkhouf, C. Hudon and P. Pillay, “Consideration of design and operation on 
rotational ﬂux density distributions in hydro generator stators,” IEEE Transactions on Energy 
Conversion, vol. 30, no. 4, pp. 1585-1594, 2015. 
2. J. C Akiror, P. Pillay and A. Merkhouf, “Eﬀect of saturation on rotational ﬂux distribution in 
hydro generators”, IEEE Transactions on Energy Conversion  - Early Access 
Conferences 
1. J. C Akiror, A. Merkhouf and P. Pillay “Parameter sensitivity of large electric machines,” in 
Energy Conversion and Congress Exposition (ECCE), Milwaukee, 2016. 
2. J.C Akiror, A. Arezki, P. Pillay, C. Hudon and C. Millet, “Evaluation of the change in winding 
pattern of a large hydro generator” in International Conference on Electric Machines (ICEM), 
Lausanne, 2016. 
3. J.C Akiror, P. Pillay and A. Merkhouf, “Rotational Core Loss Magnetizer: Design and Core 
Loss Measurement” in International Conference on Power Electronics, Drives and Energy 
Systems (PEDES), Trivandrum, 2016  – Accepted. 
4. J.C Akiror, A. Merkhouf and P. Pillay, “Impact of rotational ﬂux density distribution on the 
stator core losses in large hydro generators”, CIGRE meeting and colloquium on Rotating 
Electrical Machines: Requirements, Operation and Maintenance 2015, Madrid, Spain. 
5. J. C Akiror, P. Pillay and A. Merkhouf, “Eﬀect of saturation on rotational ﬂux distribution in 




6. J. C Akiror, P. Pillay and A. Merkhouf, “Detection of lamination faults from rotating magnetic 
ﬁelds,” in Energy Conversion and Congress Exposition (ECCE), Montreal, 2015. 
7. J.C. Akiror, A. Merkhouf, C. Hudon and P. Pillay, “Consideration of design and operation on 
rotational ﬂux density distributions in hydro generator stators”, in International Conference on 
Electric Machines (ICEM), Berlin, 2014. 
1.4   Limitations 
This work focusses on the prediction of core losses in hydro generators including the 
rotational core loss component. The approach used is based on applying the measured core loss 
data, including the rotational core loss component, to the numerical model of the generator, 
which provides a realistic core loss distribution in the machine. 
The limitations in this work include: 
1. Inability to account for material stress and operating temperature in the core loss 
measurements. The test bench is incapable of measuring this data, therefore these are not 
accounted for in the core loss prediction. 
2. Exclusion of miscellaneous losses included in no load generator core loss measurement 
such as eddy currents in the phase windings from slot leakage ﬂux, damper bar losses, 
rotor surface losses etc, which increase the total measured losses but are challenging to 
quantify numerically. 
3. The curve ﬁtting method used is dependent on measured core loss data, therefore the 
equations are material speciﬁc. 
1.5   Literature Review 
Core losses are one of the signiﬁcant losses in electrical machines, mainly because a large 
portion of the machine volume consists of the core. The volume of the core required is a result of 
the power rating of the machine. Therefore the reduction of core losses is only possible by 
selecting soft magnetic materials of higher permeability and thinner gauge, which are 
characterized by lower losses. These materials are often more expensive than their alternatives, 
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thus the ﬁnal choice of material is always a tradeoﬀ between the machine performance and 
material cost. 
The stator materials of large hydro generators require laminations of small thickness 
(≤ 0.5 mm), high permeability, low loss and mechanical stiﬀness, which enable it to transmit 
machine torques, provide mechanical strength against magnetic deformation forces and carry 
higher magnetic ﬂux [9]. The rotor material on the other hand has a lamination thickness of 2 mm 
because of the lower core losses from the DC ﬂux, and its requirement to withstand vibration 
from the rotation. Hence diﬀerent materials are used in the stator and rotor of large machines. 
This implies both materials need to be characterized, and their core losses predicted. 
Additionally, the process of generator core construction and operation involves material 
alloying, rolling and grain orientation, operation at high temperature, punching and mechanical 
clamping. All these factors aﬀect the material permeability and hence the core losses [9]. Some of 
these eﬀects can be quantiﬁed with measurements on material laminations but are diﬀicult to 
verify in the entire generator both practically and numerically. Moreover calculation of losses 
from measurements on material laminations represent only a fraction of the losses in the real 
machine.  
Another challenge to core loss estimation in large machines is the inability to include 
miscellaneous losses present during the machine core loss measurement. Core losses measured 
using IEEE standard 115 [6] include damper bar losses, eddy currents in the phase windings and 
space blockers from slot leakage ﬂux, and rotor surface losses among others, which increase with 
the size of the machine. This explains the insuﬃciency of core loss models to predict losses 
especially if these factors are not accounted for. 
The rest of this section presents work that has been done on core loss measurement 
techniques, core loss modeling in both soft magnetic material laminations and electric machines. 




1.5.1 Core loss measurement test benches  
Magnetic steel materials are characterized by their maximum pulsating core losses at a 
speciﬁc frequency and ﬂux density. Therefore, the accuracy of the core loss measurement method 
is important, since core loss quantiﬁcation and modeling is dependent on the availability of core 
loss data at various frequencies and ﬂux densities. Below are the core loss test benches used to 
measure core losses.  
1.5.1.1 Pulsating core loss test bench 
Magnetic steel manufacturers characterize their steel by providing the core loss at 1.5 T 
for a frequency of either 50 or 60 Hz, which is insuﬀicient for core loss prediction in machines. 
The Epstein frame test is the standardized test used to measure core losses at various frequencies 
and ﬂux densities [10]. This test frame has been commercialized due to its high consistency and 
ease of use. One of the setups available in the Concordia experimental laboratory is by Donart 
electronics that allows automatic core loss measurement over a wide ﬂux density (B) range up to 
1.9 T and frequency range of up to 4 kHz, depending the material properties [11].  
This commercialized system provides the B and ﬁeld intensity (H) curve of the material, 
and uses the wattmeter method to measure the core losses. Therefore the instantaneous B, H 
waveforms are not available and the system is further limited to measurements with sinusoidal 
excitation. However, in electrical machines the B waveforms at diﬀerent points in the machine 
are non-sinusoidal. As a result an Epstein based test bench was designed in [12] to allow the 
measurement of core losses under arbitrary non-sinusoidal excitation. The schematic of this 
system is shown in Figure 1-3. This setup also allows the calculation of core losses using two 
methods; the wattmeter, and the area enclosed by the BH loop. 
Despite its consistency, the Epstein frame test assumes a standard path length of 94 cm, 
which may not be the eﬀective path length. In [13] the mean path length was found to be 
dependent on the peak ﬂux density, frequency and permeability of the material under test. The 
Epstein test also assumes uniform ﬂux density over the material area which is not always the 
case. These assumptions introduce a level of uncertainty in the measured core loss, which aﬀect 
their accuracy. However, the Epstein test is consistent irrespective of the systematic errors. 
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 A variation of the Epstein frame is the ring tester, which consists of a toroid of laminations 
wound with equal number of primary and secondary turns [14]. The ﬂux path in this method is 
similar to that in a real machine. However, because the windings are directly wound on the 
toroid, the ﬂexibility of varying the number of laminations and type of material is eliminated. 
Variation in the number of laminations allows measurement over a wider frequency and ﬂux 
density range. The toroid method is rarely used because the winding process is time consuming.  
Another commonly used core loss test frame is the single sheet tester, which derives its 
name from testing only one sheet at a time. Two variations of this tester were proposed in [15], it 
eliminates the eﬀective path length problems and reduces the number of samples required by the 
Epstein frame test to one. Moreover, the sample preparation is also signiﬁcantly lower than the 
ring tester. Hence the single sheet tester is commonly used by manufacturers for quality control. 
The main drawback of the single sheet tester is that one sample may not be an accurate 
representation of the material, for instance a sample cut in the rolling and transverse direction 
would give diﬀerent properties. Therefore tests on many samples for the same material are 
required and the values averaged for a more accurate depiction of the material properties. 
 













1.5.1.2 Rotational test bench  
In a rotational core loss test bench, a rotating ﬁeld is created by two orthogonal pulsating 
magnetic ﬁelds generated by the windings of the test yoke. When a sample is placed in the yoke, 
the area over which the ﬂux in the sample is uniformly rotating is dependent on the yoke design, 
which has evolved over the years [16], [17] to include 3D yokes [18]. Consequently, sample shapes 
have also evolved from cross shaped, hexagonally shaped [19] and square shaped to circular 
shaped samples.  
The method used to measure rotational core losses include the torque metric, 
thermometric and ﬁeld metric methods. A torque magnetometer is used with the torque-metric 
method [20], while temperature sensors like thermocouples are used in the thermo-metric 
method [21], [22]. Although the torque-metric method allows the measurement of core losses at 
high ﬂux densities, the required setup is complex hence it is rarely used. The thermo-metric 
method is an easier technique to use than the torque metric method since core losses are expended 
as heat. Thus the change in temperature of the steel is attributed to the core losses in the material, 
as a result of the applied ﬁeld. Applications of the thermometric method include loss 
measurement in T-joints of transformers [8], induction motors [23] and determining the 
temperature distribution in stators [24], [25] of turbine generators. The disadvantages of the 
thermo-metric method are; placement of the sensors which can aﬀect their functioning or alter 
the material properties, and slow response time and inability to measure losses at low ﬂux 
densities when the temperature response is negligible [26].  
The commonly used method is the ﬁeld metric method, which relies on calculating the 
BH loop area using equation (1.1) from the Poynting theorem. This requires the simultaneous 
measurement of the instantaneous B and H ﬁelds in the sample. Techniques used to measure the 
B ﬁeld include the needle tip method and the B-coils, while for H ﬁeld Hall sensors, H-coils, 
Rogowski-Chattock coil and the magnetizing current method are used [16]. This method is easier 
to implement compared to the torque-metric method and provides measurements at lower ﬂux 
densities better than the thermo-metric method. However, its accuracy depends on the proper 
alignment of the sensors, ﬁeld uniformity in the sample measurement area, sensor accuracy and 
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sensitivity, and proper analysis of the measured ﬁelds. The main advantage of this method is the 
ability to measure core losses over a wide range of ﬂux density (0.1 T – 2 T), and the visualization 











where PT, ρ, T, Hx Bx, Hy, and By are the total core losses including the hysteresis and eddy current 
components, the density of the sample, the period of the waveforms, the measured ﬁelds in the x 
and y directions respectively. In [18], [21] and [27], a comparison of the thermo-metric and ﬁeld-
metric methods showed a good agreement in the results. Therefore, either method is suﬀicient 
for rotational core loss measurements. 
In this work, a test bench is designed based on the test setup in [28] to allow a large 
measurement area of (65 by 65 mm). Moreover a controller is designed to control the ﬂux density 
waveforms. In another section of this work, the test bench designed in [29] is used to study and 
measure the eﬀect of interlaminations faults on rotational core losses. Both rotational core loss 
test setups use the ﬁeld metric method to measure core losses. 
1.5.2 Models for pulsating and rotational core losses 
Core loss prediction models have improved over time as the need for accurate core loss 
prediction under real machine operating conditions became necessary. Steinmetz in [30] 
proposed the ﬁrst analytical core loss model which was limited to calculating losses at ﬂux 
densities less than 1 T. Bertotti in [31] proposed a three term model to include the eddy current 
and excess loss components. Core loss models have evolved since then to allow better ﬁtting of 
the measured lamination data and thereafter prediction in a machine. Improvements in the 
models permitted inclusion of several aspects present in real machines such as non-sinusoidal 
ﬂux density, minor loops and wide range of ﬂux density operation, time domain calculation, 
machine drives among others. In [32] and [33], a model for core loss prediction at high frequency 
and non-sinusoidal ﬂux densities was proposed. The authors in [34] and [35] proposed models 
for applications using a PWM supply, which is common in drive systems. For a wide frequency 
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and ﬂux density range calculation, the model coeﬀicients in [36] are considered variable with 
frequency and ﬂux density, and in [37] and [38], the model allows core loss prediction with minor 
loops. 
Most of the models were validated with core loss measurements in laminations but are 
seldom used in FEA core loss calculations for entire machines. The FEA core loss calculation 
models are required to be accurate, simple and less computationally intensive. Some models used 
in FEA software rely on curve ﬁtting of the measured Epstein core loss data to predict core losses 
in the entire machine, using empirically based techniques with little physical connotation on core 
loss behavior. In the following subsections, simple models used to adequately predict core losses 
in electrical machines, under both pulsating and rotational ﬁelds are presented. 
1.5.2.1 Pulsating core loss models 
In this section some of the pulsating models that include some of the important factors for 
loss calculation in electrical machines are presented. A two term model in [39] takes into account 
a correction factor for skin depth and nonlinear material behavior using equation (1.2) 
𝑃𝐼𝐸𝑀,4 = 𝑑1𝐵
𝛼𝑓 + 𝐹𝑠𝑘𝑖𝑛𝑑2𝐵





where d1, d2, d3, d4, Fskin, B and f are the hysteresis coeﬀicient, eddy current coeﬀicient, coeﬀicients 
determined from the error between the measured loss and the calculated loss, the correction 
factor for skin eﬀect at high frequency, ﬂux density and frequency respectively. This model uses 
constant coeﬀicients; hysteresis coeﬀicients from loss data with DC excitation, eddy current 
coeﬀicients from the physical material properties, nonlinear component parameters d3 and d4 
from the iron loss estimation error. Results showed a good correlation with measured data for 
some materials better than others. For example one of the tested materials had an error less than 
15% for ﬂux density higher than 1 T, and frequencies greater than 500 Hz. At lower ﬂux densities 
however the error was about 50%.  
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The authors in [40] proposed a time domain function for the hysteresis component, which 
allows the calculation of losses with non-sinusoidal ﬂux and also the losses in the presence of 
minor loops as shown in equation (1.3)  































































where ph, pc, pe, kc, ke and β, is the hysteresis loss, eddy current loss, excess loss, eddy current 
coeﬀicient, excess loss coeﬀicient, the Steinmetz coeﬀicient and Ce = 8.763363 respectively. This 
model was applied to a 2D, 165 W, 4 pole brushless DC motor, and a 3 phase 250 kVA power 
transformer. Comparison of the measured and calculated core losses returned an error of 4.6% 
for the motor and 5.5% for the transformer. Although the results from this method were accurate, 
the determination of some coeﬀicients was not straight forward, while other coeﬀicients were not 
based on real material data. This is a challenge for application to machine models whose materials 
are diﬀerent from what was used. 
1.5.2.2 Rotational core loss models 
The rotational core loss component has generally been accounted for in two diﬀerent 
ways; by adding a correction factor to the total pulsating losses [41] or by adding a correction 
factor for each individual loss component in the loss separation. In [42], the authors determine 
core losses in an induction machine using a third order polynomial in B to describe the measured 
losses for each frequency obtained from a toroid tester. Discrete Fourier transform (DFT) analysis 
on the ﬂux density waveforms is used to consider higher harmonic contributions. For rotational 
losses equation (1.4) was used 
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𝑃𝑟𝑜𝑡 = [𝑃𝑎𝑙𝑡(𝐵𝑚𝑎𝑗) + 𝑃𝑎𝑙𝑡(𝐵𝑚𝑖𝑛)](, 𝐵𝑚𝑎𝑗)  1.4 
where Palt, Bmaj, Bmin, γ and λ are the pulsating core losses, the peak ﬂux density on the major axis 
and minor axis, the correction factor and ratio of B on minor to major axis respectively. In this 
method the rotational component is corrected for with a factor γ on the total pulsating loss. Up to 
40 ﬁeld harmonics were included in the calculation to obtain an error of 0.9%, when compared to 
measured results. However, as noted by the authors, the method was very time consuming. 
Moreover, the polynomial ﬁtting of measured data to determine coeﬀicients is dependent on the 
available material data, and the equation is unique to each material. 
Other methods account for the rotational loss component by including a correction factor 
in loss separation on only the hysteresis loss component [43], or including the correction factor to 
both the hysteresis, eddy current and excess loss components individually. In [44] the correction 
factor was applied to the hysteresis and excess loss components as in (1.5) 
𝑃𝑡𝑜𝑡
𝑐  =   ((1 − 𝛤) + 𝛤𝑅𝐻(𝐵𝑚𝑎𝑥))𝑘𝐻𝐵𝑚𝑎𝑥
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where RH and RE,  are the rotational loss correction factors corresponding to the ratio between the 
purely rotational and purely alternating hysteresis and excess loss components respectively.  
and T are the instantaneous ﬂux density and the fundamental period of excitation respectively. 
The calculated losses predicted 65% of the measured core losses of 12 hydro generators, which 
was more accurate than a pulsating model that predicted 51% of the measured losses. However 
for lack of measured rotational core loss data, the coeﬀicients used were from literature, which is 
a possible source of error as the coeﬀicients are material speciﬁc.  
A summary of the core loss model references is presented in Table 1-1, all models can 
predict core losses with sinusoidal ﬂux density excitation. Model choice is often a tradeoﬀ 
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between accuracy, available data, level of complexity, computation time and memory. Rotational 
core loss models can be used to predict pulsating losses, when only one axis ﬂux density 
component is considered.  
 
1.5.2.3 Calculation of core losses in large hydro generators  
The models used to calculate core losses in laminations, and applied to smaller electric 
machines and transformers were presented in the previous sub-section. In this subsection, 
techniques currently used for core loss prediction in hydro generators with or without the 
rotational core loss component are presented. Most of the results from these models were 
compared with experimentally measured core losses in the generator or are from industrial 
practice. 
Based on results from 70 units, rotational core losses in hydro generators were accounted 
for by multiplying the ring ﬂux test core losses by a factor of 1.55 [50]. In [51], a comparison 
between the measured and calculated core losses of 46 synchronous generators with diﬀerent 
core lengths and three diﬀerent frame sizes, determined an average design factor of 1.71. These 
factors account for the diﬀerences between the calculated and measured core losses, which may 
not speciﬁcally be associated to the rotational core loss component. For instance in [44] the 
inﬂuence of rotational ﬁelds in core loss calculation of 12 hydro generators was studied. The 
authors determined that with the rotational component, the loss prediction improved by 14%.  
Model features Pulsating model Rotational model 
Non-sinusoidal ﬂux density 
Skin eﬀect 
Minor loops 
Drive or inverter system 
Analytical models applied to machines 




[45], [46], [47], [48] 





Table 1-1 : Summary of core loss models 
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However it still did not explain the 35% unpredicted core losses in the machines. Furthermore, 
core loss correction factors were found to be machine dimension dependent. 
More recently in [52] and [53], the authors applied a multi-variable polynomial response 
surface function method to compute core losses in salient pole synchronous generators in the 
range 1-10 MW. This approach calculated core losses in each FEA mesh element using a surface 
ﬁtted on measured pulsating core losses over a wide frequency and ﬂux density range. In addition 
miscellaneous losses, eddy current losses elsewhere in the machine, were added to the calculated 
core losses, which predicted the core losses within an error of 10% without a correction factor. 
For the ﬁve machines used, the miscellaneous losses were in the range 7-50% of the measured 
losses, moreover the methods for calculating them were not referenced. 
1.5.3 Core faults 
A core fault in hydro generators is the failure of the laminated core, which can be a result 
of core loosening or inter-lamination failure. Core loosening occurs when the lamination stack is 
not well tightened, operation of the machine cause the laminations to vibrate and rub against 
each other deteriorating the core insulation as shown in Figure 1-4 (a). This core fault once 
detected can be corrected by either tightening the clamping nuts and bolts or by adding shims 
depending on the location of the fault [54].  
  
(a) (b) 
Figure 1-4: Core faults in turbo generators; (a) Eﬀects of core loosening on a 493 MVA, 3600 rpm 
hydrogen cooled double-tube stack winding designed by Westinghouse [55] , (b) Melting of the 
460 MVA, 24 kV hydrogen-cooled generator core due to inter-lamination core fault [56]. 
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 Inter-lamination failure occurs when the inter-laminar insulation looses its insulation 
properties therefore creating a short circuit in the laminations. Failure of lamination insulation in 
hydro generators leads to localized heating in the stator of the machine. The severity of this can 
lead to the melting of the core as shown in Figure 1-4 (b), winding insulation failure and eventual 
failure of the machine. Depending on the location or severity of this fault the entire stator core or 
a section needs to be replaced. 
In [57] and [58], the authors discuss how these faults are initiated, their growth 
mechanisms and other factors that aﬀect them from mechanical, thermal and electrical action. 
Keybars welded to the stator frame are used to align lamination segments in the core stack [9], in 
addition to providing a means of grounding for the core. This however also provides a path for 
fault currents, any other failure of the lamination insulation forms a closed path for the eddy 
currents to ﬂow between the connected laminations. Shorting between laminations in hydro 
generators commonly occurs at the back of the slots [59], and occasionally at the tooth tips. 
1.5.3.1 Core fault detection techniques on machines 
 Diﬀerent methods have been used to detect faults. Many involve exciting the core and 
measuring the induced fault current or using thermal imaging to view the hot spots caused by 
the fault [60]. This is done by placing a magnetizing winding around the stator core to create ﬂux 
in the stator toroid. The reference turn is then used to measure the induced voltage in the stator 
core as shown in Figure 1-5. As the ﬂux circulates in the stator, it excites the faults causing fault 
currents to ﬂow and localized heating. 
The original ring ﬂux test requires the stator to be excited to 85% of the rated ﬂux at rated 
frequency [61]. This is to reproduce machine operating ﬂux levels. The presence of a fault causes 
localized heating of the machine which can be detected using infrared cameras. The main 
drawback of this method is its high input current requirement which necessitates high safety 
measures, a power source and cabling capable of supplying the required current. In addition, a 
high ﬂux level causes the machine to heat up, and the localized over heating in the fault areas can 




A variation of the ring ﬂux test is the high frequency ring ﬂux test [62]. A magnetizing 
current with a frequency of 500 Hz is used to induce a voltage of the same magnitude as in the 
original ring ﬂux test, which reduces the current requirement. To detect the faults, both methods 
rely on an increase in the temperature (or hotspots) in the core and the ability of the thermo-
imaging cameras to capture the temperature variation. If the imaging is not sensitive enough, 
lower temperature faults may not be captured and therefore can easily be overlooked. 
Another low excitation method is the Electromagnetic Core Imperfection Detection 
method (ELCID) [63]. This method uses a lower energy level, 4% of the rated ﬂux at rated 
frequency, and detects the fault currents by measuring the magnetic ﬁelds they induce using a 
Chattock coil as shown in Figure 1-6. This is a preferred method of test for turbo-generators as it 
does not require the stator to heat up and the power requirement is low. The main drawback of 
this method is that its accuracy is dependent on the proper interpretation of the small signals 
acquired by the Chattock coil. Moreover, determining and categorizing faulty signals from 
diﬀerent parts of the stator is not straightforward [64], therefore a lot of experience is required.  
In [65] the authors improve the loss detection by using an iron core probe placed in the 
slot wedge area as shown in Figure 1-7. Using an iron core increases the sensitivity of the 
measurement hence a better signal to noise ratio, which reduces the commonly observed false  
 
Figure 1-5: Set up of the ﬂux test [60] 
 Reference turn 
for measurement 




Single phase high voltage generator for exciting the stator core
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positives in the ELCID method. This method was presented to be more reliable and easier to use, 
although it requires post processing. 
1.5.3.2  Core fault measurement techniques on laminations 
In [66] a rig design that measures the eﬀect of lamination faults on a 150 stack of generator 
laminations is presented. A piece of shifted metal is used to provide a closed path for the ﬂux, 
and a Hall sensor placed on the lamination surface to measure the ﬁeld resulting from the fault 
current. Results showed a variation in the measured ﬂux density of almost 10% in the presence 
of a fault. 
A rotor like structure with pick up coils was used in [67] to measure losses over a stack of 
laminations. The rotor like structure shown in Figure 1-8 also contained the magnetizing coils 
and provided a return path for the stator ﬂux. The losses were obtained by using the ampere 
turns method. One drawback of this method is that the accuracy of the method is dependent on 
the precise determination of the sensor losses (the rotor like structure). In this application the 
losses of the sensor are estimated using FEA analysis which may not be a real representation of 
the losses in the sensor. 
Fault detection techniques generally rely on the sensitivity of the measurement method. 
For instance, in [68] twenty faulted laminations resulted into a 1.6% increase in core losses while 
in [69], the effect of the number of shorted laminations on the resulting fault current lead to a 50% 
increase in fault current for forty faulted laminations and 10% increase in the fault current for five  
  
Figure 1-6: Chattock coil placement to measure 
fault current induced ﬁelds [60]. 




faulted laminations. This indicates the importance of using a sensitive measurement technique, 
which is independent of biasing external fields. 
All the above methods are used to detect faults in the generator stator as a whole only 
considering sinusoidal pulsating ﬂux in the stator yoke. However, the fault can occur in the stator 
yoke in the presence of rotating ﬂux, which may increase the localized overheating. Part of this 
work will be to investigate the eﬀect of core faults on rotational core losses. 
1.6 Thesis outline 
This thesis is organized as follows;  
Chapter 1 provides the context for this research by stating the problem addressed, the 
objectives and importance of this work. A review of the current practices and techniques used 
core loss measurement and prediction is also presented as a building block to the speciﬁc 
contributions of this study. 
Chapter 2 presents the FEA generator modeling and validation with emphasis on the 
challenges to modeling of large hydro machines. Consideration is given to how simulation and 
operation parameters aﬀect the FEA model performance.  
 









Chapter 3 deﬁnes how rotational ﬂux is identiﬁed in the machine, and its distribution, which 
is used to evaluate the percentage of the machine with rotating ﬂux. The inﬂuence of machine 
geometry and operating point on rotational ﬂux distribution is also presented. 
Chapter 4 describes the design of the rotational core loss tester, design of the ﬂux density 
waveform controller and core loss measurement in soft magnetic materials.  
Chapter 5 proposes a method to estimate core losses in the machine, including the rotational 
and non-sinusoidal components. A comparison of the stator losses with or without the rotational 
core loss component is also presented for four machine designs.  
Chapter 6 applies FEA modelling to; generator phase winding refurbishment and core fault 
analysis in the presence of rotating ﬂux. Numerical and analytical analysis of both application 
cases is shown, in addition to the experimental results.  
Chapter 7 concludes the work done, provides recommendations and future work. 
1.7 Summary 
In this chapter, the importance of the accurate core loss prediction in generator design, 
eﬃciency estimation and uprate studies were emphasized. Literature relevant to this research 
was presented including core loss measurement techniques and test benches for both pulsating 
and rotational core losses.  
Several models used to calculate core losses analytically or based on the curve ﬁtting of 
measured losses were also presented, highlighting their unique features. For instance the ability 
to predict core losses with non-sinusoidal excitation, minor loops, and the presence of rotational 
ﬂux.  
The currently applied techniques for core loss prediction in hydro generators, and their 
limitations were also outlined. Finally, core faults in hydro generators are discussed with the aim 
of investigating the eﬀect of lamination faults on rotating magnetic ﬁelds. The next chapter 




Chapter 2 :  Generator Modeling and 
Validation  
Numerical design, modeling and simulation of electrical machines has greatly beneﬁted from 
the increase in processing capabilities of computers. This has led to development of FEA software 
packages, which have enhanced rapid prototyping at a lower cost by permitting the prediction of 
machine performance before prototyping. In addition, FEA modeling enables the analysis of 
existing machines, as a way of explaining their performance. 
In large synchronous machines, FEA modeling and simulation has facilitated the 
identiﬁcation of synchronous machine parameters of existing machines [70] [71]; techniques 
envisaged to replace real-time oﬀline tests. In other works, it has enhanced the study of the 
machine’s response to diﬀerent operating conditions [72] [73], and the comparison of diﬀerent 
machine designs for the same application [74]. This information provides insight on the working 
and response of the generator to: various operating conditions, diﬀerent kinds of faults [75], loss 
distribution and calculation of eﬀiciency. FEA analysis is also invaluable in uprate studies of large 
hydro generators, as it generates the loss distribution maps and indicates the possible fault 
locations in the machine. 
Other applications of numerical analysis on hydro generators include; the use of 2D FEA to 
optimize the no load voltage waveform by designing an asymmetrically shifted pole shoe and 
damper bars [76], implementation of static and dynamic eccentricity studies in 2D [77] and 3D 
[78], transient characteristics determination of a 199 MVA machine in [79], and generator hotspot 
determination by coupling the electromagnetic and thermal simulations in [80]. 
All the above applications require a well-deﬁned FEA machine model, which was validated 
with experimental measurements prior to being used for the analysis. This section therefore 
describes the numerical model used in this work, whose validation is also presented. Moreover, 
the challenges encountered in numerical modeling of large machines are also highlighted. A ﬁnal 
model is chosen to represent the generator unit based on its accurate prediction of the generator 
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performance, when compared to experimental results. The result of this chapter is the generator 
model used to study rotational ﬂux distribution in chapter 3. 
2.1 Modeling 
The generator system consists of the turbine, shaft, rotor, stator, windings (both ﬁeld and 
phase windings), stator frame, rotor spider, excitation system and other auxiliary systems such 
as the cooling system, governor system, gate opening system. This work focuses on the 
electromagnetic aspects of the machine, therefore only the electric and magnetic parts of the 
generator are considered in the FEA model. Geometrically this includes the excitation system, the 
soft magnetic core, rotor and stator, and the windings, damper bars, phase and ﬁeld windings. 
The step by step creation of the generator FEA model is described in the following subsections.  
A 6 m bore diameter, 19 MVA, 13.8 kV three phase hydro generator with 9.92 mm air gap, 
780 mm rotor stack length, and 760 mm stator stack length is modeled from the machine drawings 
in commercial 2D and 3D FEA software [81]. A section of the machine model in 2D and 3D are 
shown in Figure 2-1. Typically for older machines without drawings, the industrial practice is to 
use imaging techniques to identify the pole shape. By virtue of the machine size, the required 
computation time and memory, only the 2D model was considered. The 2D model is an 
approximation of a 3D model slice assuming the same rotor and stator length. Therefore, the field 
distribution in the 2D model is similar to the 3D model. Moreover, for core loss estimation, a 2D 
simulation is suﬀicient hence it was considered for simulation of the machine in Table 2-1. 






Power  19 MVA Excitation voltage  117 V 
Voltage  13.8 kV Power factor 0.8 
Stator current  795 A Reference speed  120 rpm 
Real Power  15.2 MW Number of poles 60 
Field current  1133 A Number of slots 336 
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2.1.1  Geometry  
Large diameter machines require a lot of computation time and memory even for 2D 
simulations. For instance, using a quarter of the machine model requires 1.01 GB to mesh 559190 
elements, which are less dense, and for one simulation time step 5.31 G memory is required. 
Therefore to reduce the simulation time and memory requirements, the machine symmetry is 
exploited with the appropriate boundary conditions to minimize the model size. The armature 
fractional winding has  slots per pole per phase which means the magnetic symmetry of the 
machine repeats every 15 poles. However for this machine, the winding sequence only repeats 
once, and therefore half of the machine (30 poles) is required for simulation. 
Master and slave boundary conditions are applied on the edges of the machine, while a 
zero vector potential boundary is used at the stator yoke edge to limit the ﬂux to the stator 
boundary. The stator and rotor are of diﬀerent lengths, therefore an eﬀective length for 2D 
simulation is calculated using (3.1) 




Figure 2-1: FEA model of the 19 MVA, 13.8 kV hydro generator; (a) 2D model, (b) 3D model. 
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where min(Ls,Lm) is the minimum of the two lengths, Lm is the eﬀective length, Ls is the stator 
length, Lr the rotor length, ηv is the number of ducts, bv is the duct width and Kbv is duct loss width 
coeﬀicient based on air gap ﬂux considering the position and presence of ducts in the rotor and/or 
the stator [82]. Epstein measured core loss and BH curve data for the rotor and stator materials 
are assigned to their respective parts. 
2.1.2 External circuits 
The eﬀect of the end winding and damper bar impedances are included in the model using 
lumped parameters in an external circuit imported into the FEA model. External circuits are also 
used to impose a load on the machine using the equivalent phase resistances and inductances. 
Two types of circuits are deﬁned; the phase circuit, which contains the equivalent load and phase 
end winding resistances and inductances, and the damper bar circuits which contain the 
equivalent damper bar end winding resistance and inductance. 
2.1.2.1  Phase circuits 
Figure 2-2 shows the circuit used to emulate the end winding impendences and load 
quantities, where Rend, Lend, Rload and Lload are the equivalent per phase end winding resistance and 
inductance, and equivalent per phase load resistance and inductance respectively. This is an 
approximation of the load which is the grid in this case, more detailed models can be used.  
The per phase equivalent end leakage inductance and terminal resistance are analytically 
calculated from the machine geometry, while the equivalent loading per phase is computed based 
on the required output power, voltage and power factor using (3.2) and (3.3)  
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3.3  
where n, P3ϕ, Q3ϕ, S3ϕ, pf, f, Req, Leq and I are the percentage of rated power, 3 phase real power, 3 
phase reactive power, 3 phase apparent power, power factor, frequency, equivalent load 
resistance and inductance, and phase current respectively. For no load simulations, a large 
equivalent per phase resistance of 10 GΩ is used as the load to emulate an open circuit. 
2.1.2.2 Damper bars 
Each pole has four damper bars connected at the top and bottom of the pole, and each 
pole is isolated from another. This is modeled using the external circuit in Figure 2-3 for 30 poles, 
where Rdend, Ldend, and Rpend are the damper bar equivalent end winding resistances and 
inductances, and inter pole resistance respectively. A large value of 10 GΩ for Rpend is used to 
isolate the poles as in the real machine, mainly because the external circuit requires all circuit 
components to be connected. 
 


































The excitation system is modeled using a constant DC current source. In reality, the 
excitation system is another machine coupled to the generator shaft. A constant DC current source 
is a simpliﬁcation of the excitation system that neglects the transient behavior and interaction 
between the DC machine and generator. In the future, this DC machine model can be included in 
the co-simulation with the generator. 
2.2 Simulation set-up 
A transient non-linear magnetic solver, which computes time domain magnetic ﬁelds from 
winding conductors as functions of time, position and speed was chosen for simulation. This 
solver couples external circuits, includes rotational and translational motion, the calculation of 
eddy currents and includes the non-linear ﬁeld behavior of the magnetic ﬁelds. 
All coil conductors were assigned to the appropriate phase A, B and C windings as in the 
machine’s winding diagram with two parallel paths in each winding. Stator and rotor core loss 
post processing, and eddy current solving in the winding are enabled. 
2.2.1 Time step and meshing 
The simulation time step Δt was calculated using equation (3.4) to suﬀiciently capture the 
slot passing harmonics  
𝛥𝑡 =  
𝑓
𝑁𝑠 𝜔 𝑁𝑆𝑝𝑙
 3.4  
where f is the frequency, Ns is the number of slots, ω  is the speed in rpm and NSpl is the number 
of samples. Total simulation time is chosen to be long enough to allow the machine to reach 
steady state. Since the transient time is longer for the loaded condition, simulation time for no 
load and loaded conditions are diﬀerent; 0.3 s for no load and 0.5 s for loaded condition are used 
in this study to determine the rms value of the induced phase voltages and currents. 
For preliminary results, length based - inside object meshing was selected based on the 
adaptive meshing in the software, where the mesh is reﬁned until the ﬁeld solutions do not  
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change with mesh reﬁnement. This mesh is later reﬁned in the stator, where the rotational ﬂux 
distribution and core loss is to be determined. Figure 2-4 shows the meshing details used in 
diﬀerent parts of the machine. 
2.2.2 Simulation parameters 
The machine symmetry multiplier is set to 2 as half of the machine is modeled. This implies 
that the simulation results are applicably multiplied by 2. Two regions are set in the air gap, one 
region only encloses the rotor and the second region encloses the rotor and extends to the middle 
of the air gap. These regions permit motion setup in the rotor for a transient simulation without 
having the rotor re-meshing at every time step. 
Positive rotational motion is setup in the second region with a moving vector of 120 rpm 
angular velocity in the global Z axis. This sections the meshing in the air gap into a static and 
sliding mesh, which limits the re-meshing at each time step to a section in the air gap while the 
rest of the model maintains a static mesh. 
Field solutions of two electrical cycles are saved for each time step for post processing. 
Other solutions such as the induced voltages, winding currents, electromagnetic torque, ﬂux 
linkage and damper bar currents are saved in the transient solution. 
 
Figure 2-4: Model of the generator showing the meshing 
 
30 
2.3 Model validation  
The 2D FEA model of the generator requires validation before being used for any analysis. 
Model validation ensures that the model accurately represents the intended machine. This is done 
by comparing the model simulated results and experimentally measured results for each 
available test point. The model is then tuned to accurately predict the machine performance. 
However, the availability of experimental results especially for hydro generators is limited by the 
cost and time required for instrumentation and testing of the generators. This time also translates 
to the revenue lost during oﬀ time. Therefore testing is limited to scheduled maintenance down 
time or before/after machine refurbishment to verify machine performance. 
This section presents the validation of the 2D FEA generator model with experimental 
results. Moreover, using diﬀerent simulation and operational parameters as shown in this section, 
the model can be tuned to represent any machine of the same design. 
2.3.1 Experimental results 
The common performance tests used in hydro generators are measurement of 
characteristic curves and the heat run test, which include; the open circuit curve, short circuit 
curve, temperature rise tests. These tests are also used to determine the eﬃciency of the machine 
and are performed based on IEEE std 115 [6] and IEC 60064 [5]. For large machines the method 
of loss measurement is usually by temperature using the calorimetric method. The tests described 
in this section were performed by certiﬁed industrial personnel, who provided the data for post 
processing and model validation. 
2.3.1.1 Open circuit characteristic curve 
Open circuit (OC) test gives the machine saturation curve, and together with short circuit 
test can be used to determine the unsaturated synchronous reactance of the machine. In this test, 
the excitation current is varied, and the induced phase voltages at rated speed are obtained with 
the machine running at no load. Losses obtained in this test include; the rotor copper loss, core 
losses, friction and windage losses as shown in (3.5) 
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𝑃𝑁𝐿_𝑙𝑜𝑠𝑠 = 𝑃𝐶𝑢_𝑟𝑜𝑡𝑜𝑟 + 𝑃𝑐𝑜𝑟𝑒 + 𝑃𝐹𝑊 3.5  
where PNL_loss is the no load losses, PCu_rotor  is the rotor copper loss, Pcore is the core loss, PFW is the 
friction and windage loss. The rotor copper loss can be obtained from the known rotor resistance 
and current, while the constant friction and windage losses can be obtained by running the 
machine at rated speed with no excitation. Core losses can also be obtained at each point on the 
open circuit curve if the friction and windage losses known [6]. 
2.3.1.2 Short circuit curve 
This test is done with the armature short circuited at rated speed. The ﬁeld and armature 
currents are recorded in intervals over a range of 125% to 25% of rated armature current [6]. 
Losses in this test consist of the friction and windage, core losses, stator and rotor copper losses 
and stray load loses. With all the other losses known from the open circuit test, the stray load 
losses which vary with the load can be obtained as 
𝑃𝑆𝑡𝑟𝑎𝑦 = 𝑃𝑆𝐶_𝑙𝑜𝑠𝑠 − 𝑃𝑁𝐿𝑙𝑜𝑠𝑠 − 𝑃𝐶𝑢_𝑠𝑡𝑎𝑡𝑜𝑟 3.6  
where Pstray is the stray load loss, PSC_loss is the short circuit loss and PCu_stator is the stator copper loss. 
The open circuit and short circuit tests facilitate the segregation of losses in the machine 
at any operating point with the assumption that the core losses, friction and windage losses are 
constant. Sometimes a correction for the friction and windage losses is applied especially if the 
loss is measured by the calorimetric method. 
2.3.1.3 Heat run or temperature rise test 
This test is done to determine the temperature rise of diﬀerent parts in the machine. For 
diﬀerent loads, temperature in various parts of the machine is measured and compared to the 
reference temperature, usually the coolant temperature [6]. Temperature measurement 
techniques used in diﬀerent positions in the machine include; thermocouples, resistance 
temperature detectors (RTDs), and thermometers among others. Results from this test give an 
indication of the machine’s ability to operate at diﬀerent loading conditions without 
compromising its insulation class. 
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2.3.1.4 Calorimetric test 
The generator eﬃciency can be obtained from the segregated losses using the calorimetric 
method. Losses in machines are expended as heat, therefore cooling circuits are designed to 
remove most of this heat. The calorimetric method determines losses in the generator by 
calculating the amount of heat the cooling circuits remove from the machine (evacuated losses) 
[5]. Given the water ﬂow, inlet and outlet temperatures of the cooling circuits, the losses can be 
determined using (3.7) 
𝑃𝐿 = 𝐶𝑝 𝜌 𝑄 𝛥𝑇 3.7  
where PL is loss in kW, Cp is the speciﬁc heat of water (kJ/kg0C), ρ is the water density (kg/m3), Q 
is the water ﬂow rate (m3/s), ΔT = (To – Ti), To is the outlet temperature, Ti is the inlet temperature 
all in 0C. For a diﬀerent coolant the appropriate values should be used. Losses in the bearings, 
and losses due to convection and radiation transmitted by the bottom part of the generator are 
also added to the total losses using the measured temperatures from the diﬀerent parts.  
2.3.1.5 Air gap ﬂux density measurement 
The air gap ﬂux is measured using calibrated circular coil probes placed at diﬀerent points in the 
machine air gap. Figure 2-5(a) shows the 10 turn, 1 inch diameter coil probe and their location in 
the stator bore at C1, C2, C3, C4 as in shown in the schematic of Figure 2-5(b). To locate the 
sensors, a pole is sometimes removed and the sensor attached to the desired stator tooth packet 
as shown in Figure 2-5(c). Removing the pole allows proper location of the sensor on the desired 
stator packet, the pole is replaced for normal operation of the machine.  
The ﬂux density in the air gap is obtained by integrating the measured induced voltage 




∫𝑒(𝑡) 𝑑𝑡 3.8  
where B is the ﬂux density, k is the coil calibration constant, N is the number of turns, A is the 




the probes at 77% rated load, were in good agreement as shown in Figure 2-6. The diﬀerence in 
peak ﬂux density values (C1 = 1.312 T, C2 = 1.242 T, C4 = 1.243 T) can be attributed to the slight 
diﬀerence in positioning of the coils axially across the packet. In simulation the ﬂux density in all 





























Figure 2-5: Air gap ﬂux measurement; (a) Coil probe used to measure air gap ﬂux, (b) Positioning of the 
probes in the stator bore, (c) Location of the ﬂux probes on the machine. 










2.3.2 Comparison of simulation and experimental results 
Results from four generator units A, B, C, and E of the same machine design are compared 
with the simulated machine. These machines were commissioned at diﬀerent times, which 
implies they are made from diﬀerent material batches. Therefore it is possible to investigate the 
diﬀerences in material performance. Unit D and B are exactly the same unit with tests performed 
before and after the collector overheating and high noise level problems were ﬁxed respectively. 
Unit C results were obtained after the stator parallel paths were changed to increase the phase 
voltage from 6.9 kV to 13.8 kV. Select tests were performed on each of the machines as shown in 
Table 2-2. 
In this section, the available experimental measurements are compared to the simulated 
results. Comparison of the results is presented in per unit (pu) with 560 A as the base excitation 
current, 795 A as the base phase current and rated phase voltage 7.967 kV as the base phase 
voltage. For each simulation, the induced rms phase voltages and currents are recorded when 
steady state is reached. The results are averaged over 6 cycles. For comparison with the measured 
values, the mean of the 3 phases is used. 
Open and short circuit curve simulations were done using the parametric analysis setting. 
In the OC curve simulation, the excitation current was increased from 0 to 1200 A in steps of 50 A. 
This range is selected to cover both the linear and saturation portions of the open circuit 
characteristic curve. The simulation time for each step took an average of 32 hours for a single  
Table 2-2   Performance tests on the units 
Tests Unit A Unit B Unit C Unit D Unit E 
Open circuit × ×  × × 
Short circuit ×   × × 
Heat run ×  × ×  
Calorimetric  ×    
Air gap flux   ×   
Material BH 
curve 
× × × × × 
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license processor. In the SC curve simulation, the excitation current is varied in the range 120 A 
to 680 A in steps of 112 A. This range choice was based on the available experimental data. A 
10 GΩ resistance is imposed on the phases for the OC simulations and the induced phase voltages 
recorded, while the phase circuits are short circuited in the SC simulations, and armature current 
recorded for each phase. 
Heat run test simulations for the units are done based on the available experimental data. 
The equivalent impedance per phase for each loading is calculated and imposed on the phases. 
Excitation current used for each of the heat run points is the same as in the experiment. The 
induced phase voltages and currents were recorded for each phase. 
2.3.2.1 Comparison of open circuit and short circuit data 
A comparison of the measured open circuit curves from the diﬀerent units and the 
simulated machine is shown in Figure 2-7 (a). Results show a large variation in the open circuit 
curves among the units, and the simulated results. Units A and E agree until saturation, as do the 
results of unit B and unit D. After 0.8 pu excitation current, the induced voltage begins to diverge 
as the machine saturates, implying that at saturation other factors inﬂuence the OC voltage 
output. However, the simulated result follows a diﬀerent trend from the measured results. It 
starts oﬀ the same as units A and E, and toward saturation it exceeds unit D. Unit B and D which 




Figure 2-7: Comparison of measured and simulated characteristic curves; (a) open circuit curve, (b) short 


















































These results indicate the challenges in simulating units based on only machine 
dimensions at ideal conditions. At saturation, the units respond diﬀerently for several reasons. 
These include soft magnetic material property deterioration, diﬀerent manufacturing and 
assembly tolerances that impact the performance at saturation, change of design parameters due 
to operation and measurement tolerances that need to be accounted for in the simulated model. 
Therefore, it is imperative to have more information from experimentally measured results to 
accurately simulate machine performance in FEA. 
The simulated and measured short circuit curve points for the diﬀerent units are 
compared in Figure 2-7 (b). Simulated results are shown by a line through points drawn with 5% 
error bars. Although the simulated is within 5% of all the measured results, a variation in the 
slopes of the short circuit curves exist. Consequently, a variation in the pu excitation current for 
rated phase current of 3.8% is obtained as shown in Table 2-3. 
These variations in open circuit voltages and short circuit currents result in a variation in 
the excitation current for rated open circuit voltage (IfOC) or rated short current (IfSC). This 
amasses to a 15.7% variation in the calculated synchronous reactance (Xdu) as shown in Table 2-3. 
Even for the same unit (B and D) the variation in Xdu observed is 4.4%. All variations are calculated 
between the minimum and maximum values respectively. 






Simulated 0.922 1.008 0.919 
Unit A 0.931 0.995 0.936 
Unit B 0.911 0.868 1.049 
Unit D 0.912 0.832 1.096 




2.3.2.2 Comparison of heat run test data 
 Heat run test points for three units were simulated by imposing the equivalent 
percentage loading on the machine model. Figure 2-8 (a) and (b) show the pu comparison of the 
3phase average rms currents and voltages at diﬀerent loading. The measured and simulated 
currents agree within the percentage error bar of 5% as shown in Figure 2-8 (a). The simulated 
values are generally greater than the measured values except for unit D, where the measured 
current is 2.8% higher than the simulated current. Unit C had the best correlation with the 
simulated currents, the percentage error was less than 1.9%. 
Simulated voltages were also higher than the measured voltages as shown in Figure 
2-8 (b) plotted with error bars of 7%. All simulated voltages for Unit C were within an error of 
4.6%. This comparison shows that while numerical modeling gives a good approximation of the 




Figure 2-8: Comparison of measured and simulated heat run test data; (a) open circuit curve, (b) short 
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2.3.2.3  Comparison of air gap ﬂux data 
The air gap ﬂux was measured at diﬀerent loading conditions on unit C, Figure 2-9 shows 
the comparison of the measured and simulated results at no load and 77% of rated load. Results 
showed a good agreement at no load in Figure 2-9 (a) and a 12% variation in peak value for 77% 
of rated load in Figure 2-9 (b); with the simulated values being higher than the measured. This 
good correlation of the air gap results is in line with the good correlation of the heat run test 
points for unit C, whose values were closest to the simulation results. It can therefore be inferred 
that the numerical model as is, can only be used to represent unit C. Unfortunately the OC and 
SC curve test data for this unit are unavailable to fully ascertain the inference. 
2.3.3 Eﬀect of parameter variation on performance 
As alluded to in the previous section, for the model to represent any of the units, model 
tuning is required. In this section, diﬀerent design parameters are varied and their impact on the 
open circuit curve quantiﬁed. The open circuit curve is used because it is a good depiction of an 
ideal functioning of the machine without armature reaction, stator copper losses and stray losses. 
The machine performance with the changed parameters is compared to the previously 
simulated machine and two units A and D, whose open circuit voltages are at the lowest and 
highest extremes respectively as shown in Figure 2-7 (a). Two points of comparison on the open 
circuit curve are considered; excitation current of 0.357 pu in the linear region, and 1.786 pu in 
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the non-linear region towards saturation. These exact points are obtained by interpolating or 
extrapolating the measured data of units A and D using cubic splines. 
Comparison of the changed parameters is done with the previous model labeled 
‘Simulated’ and with the units. ‘Simulated’ represents the FEA model with ideal conditions; 
design air gap length of 9.92 mm, Epstein measured BH curves of the stator and rotor materials, 
2D eﬀective length of 750.65 mm. Comparison between models with changed parameters and 
‘Simulated’ indicates the impact of the speciﬁc parameter on the open circuit curve, while 
comparison with the units provides an explanation for the diﬀerence in performance between the 
units. 
2.3.3.1 Selecting the eﬀective length 
Deﬁning an eﬀective length for 2D simulation of large machines is a challenge because the 
stator and rotor lengths are diﬀerent. Moreover, the stator or rotor or both could have radial air 
ducts of diﬀerent dimensions located in diﬀerent places axially along the machine length. In [83] 
the authors propose a technique to determine the eﬀective 2D length interpolatively using 3D 
magnetostatic simulations. This method is still very computationally intensive for large diameter 
machines, therefore was not used in this work.  
Alternatively three lengths, which give a good representation of the possible 2D eﬀective 
length of the generator were simulated; the ﬁrst eﬀective length was considered an average of 
both the stator and rotor lengths (770 mm). The second length was computed using equation (3.1) 
considering the duct loss width coeﬃcient, kbv = 1. This assumes that the ducts do not aﬀect the 
ﬁeld or ﬂux density in the stator. The length (658 mm) therefore only accounts for the actual 
magnetic core length in the stator. The third length is when the eﬀects of the ducts are considered 
in the stator, and therefore indirectly inﬂuence the 2D model eﬀective length. A length of 
750.65 mm is used for the third case, calculated by using a function for kbv as in [82]. 
 Generally, a longer length gave a higher output voltage as shown in Figure 2-10 (a), where 
the simulated represents the third length case. Table 2-4 shows that using a length of 658 mm 
decreases the output voltage by 12% from the 750.65 mm case, and increasing the length to 
770 mm increases the output voltage by 3%, in both the linear and non-linear regions. As a result, 
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the 658 mm values are even less than the values of unit A and only approach them towards 
saturation. Assuming an average length of 770 mm over estimates the equivalent length because 
the length of the stator also includes air ducts that are not accounted for. In the rest of this work 
the eﬀective length of 750.65 mm is considered.  
2.3.3.2 Variation of the air gap length 
The air gap reduction in a large diameter machine occurs during operation due to rotor 
breathing, which is the expansion of the rotor especially at high excitation currents. Moreover, 
the uneven air gap along the axial or radial length of the machine due to eccentricity and/or 
circularity also signiﬁcantly aﬀects the eﬀective air gap hence the machine performance [84]. 
In normal operation of large hydro generators air gap length measurements have shown 
variations of up to 30% from the design air gap. Any changes in the air gap length result into 
changes in the air gap reluctance therefore aﬀecting the induced voltage. Some points on the OC 
curve were simulated with a 10% and 20% reduction in the air gap length. Figure 2-10 (b) shows 
results for the 20% air gap reduction, labeled ‘Air gap’.  
Table 2-4   Eﬀect of parameter variation on open circuit voltage 
Parameters Simulated Unit A Unit D 
If  (p.u)  0.357 1.786 0.357 1.786 0.357 1.786 
Simulated    1% 22% -16% 4% 
Material Stator -20% μ -0.3% -10% 1% 9% -16% -7% 
 Rotor -20% μ -1% -11% -0.2% 9% -17% -7% 
 
Stator and Rotor -10% 
μ -1% -11% -0.2% 9% -17% -7% 
Stack length(mm) 658 -12% -12% -11% 7% -26% -9% 
 770 3% 3% 4% 25% -13% 7% 
Air gap reduction -20% 19% 4% 20% 27% 1% 8% 
Air gap reduction 
and material  19% -8% 20% 13% 0.2% -4% 
*Using percentage diﬀerence; negative numbers indicate the simulated values are less than the measured values, the reverse is also true. 
Simulated – Stator and rotor materials and airgap as in drawings, stack length 750.3mm.   
Material -20%μ – Either only the rotor or stator material permeability is reduced by 20% 
Stator and Rotor -10%μ both stator and rotor permeability reduced by 10% 
Stack length – Diﬀerent lengths simulated 658mm and 770mm, the default used for all other simulations is 750.3mm 




Comparison of these results with the design air gap labeled ‘Simulated’ in Table 2-4 shows 
that the reduction in the air gap increases the voltage in the linear region by 19% and by 4% at 
saturation. Consequently, the open circuit voltage in the linear region agrees with unit D by 1% 
and at saturation by 8%. Compared to unit A, the diﬀerence in the results is 20% in the linear 
region and 27% at saturation. However, when unit A is compared to results from the design air 
gap (‘Simulated’), in the linear region there is a diﬀerence of 1% while in the non-linear region it 
is 22%. This suggests that although units A and D have the same design drawings, in operation, 
unit D has a smaller operational air gap compared to unit A.  
The large discrepancy at saturation of units A and D with the simulated, which was higher 
than both units, hints at another signiﬁcant modeling parameter, the machine BH curves. The 
eﬀect of the machine BH curves at saturation therefore needs to be examined. 
2.3.3.3 Variation of the rotor and stator BH curve 
The general trend in simulated results was high saturation OC voltages, as observed in all the 
presented simulation results. This indicates that the magnetic material BH curves used in 
simulation have higher saturation than those in the real machines. Therefore, the Epstein 
measured BH curves need to be attuned for the eﬀects of tensile stress and material deformation, 
which occur at diﬀerent stages of generator manufacture.  
In [85] the authors show a decrease in remanent ﬂux and maximum permeability by over 
40% for several deformation levels of less than 20% in low carbon steels. This ﬁnding was similar 
in fully processed electrical steel investigated in [86], where the authors investigated the recovery 
of some magnetic properties by annealing. For a deformation of 0.5%, the total losses increased 
by 30%, and highly deformed materials did not fully recover with annealing. Both references 
reported an increase in core losses and coercive force, a decrease in remnant ﬂux and 
permeability, as a function of the level of deformation. 
The eﬀect of manufacturing processes on the stator core losses is presented in [87] for a 
small machine and in [88] for laminations. Of all the manufacturing processes like punching, 
laminating, housing and winding, the laminating process increased the loss by over 25% at the 
two ﬂux density points tested. This veriﬁcation of material properties after machine construction 
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is challenging for large diameter machines with high current and safety requirements. Therefore 
taking an engineering approach, the permeability of the stator and rotor magnetic materials are 
reduced by 20% and the new BH curves obtained accordingly. The material permeability may be 
reduced by any amount depending on the level of deformation, a value diﬃcult to ascertain for 
the entire machine, hence the assumption. 
Results with the new BH curves are shown in Table 2-4 and Figure 2-10 (c) when only the 
stator material permeability is reduced by 20%, and when both the stator and rotor materials are 





Figure 2-10: Eﬀect of change in simulation parameters; (a) Eﬀective length, (b) Air gap length, (c) BH 




























































































Air gap + material
 
43 
simulated by 10%. And when compared to unit A, the diﬀerence reduces from 22% with the 
original permeability to 9% with the reduced permeability. For unit D, the value decreases from 
4% above the measured to 7% less than the measured. Reducing the stator material permeability 
by 20% or reducing both materials by 10% reduces the OC voltage in the non-linear region as 
shown in Figure 2-10. These results conﬁrm the inadequacy of Epstein measured BH curves in 
numerical modeling of large hydro generators, at least for this set of machines. 
2.3.3.4 Residual ﬂux eﬀect 
Measured generator test results with no exciter current indicated a voltage at the phase 
terminals of the units from the residual ﬂux. This residual ﬂux can bias the OC voltage when the 
excitation current is applied, or contribute to the material saturating at lower excitation. When 
calculated, the residual ﬂux OC voltage of unit D was equivalent to having an excitation current 
of 15 A. When this current is accounted for in the simulations, the additional induced voltage was 
less signiﬁcant after the linear region. 
2.3.4 Final model parameters 
While the same machine drawings can be used to model diﬀerent units, the FEA model 
needs to be validated to represent a speciﬁc unit. Comparison of the simulated and measured 
results reveal operational and simulation parameters that may be over looked by the design 
drawings, and need to be accounted for. 
As shown in Table 2-4, the difference between the performance of units A, E and unit D 
is the diﬀerence in the operating air gap. Unit D has a smaller operational air gap, 20% less than 
units A and E. This could be a result of rotor breathing during machine operation or assembly 
tolerances during installation. 
The degradation of material magnetic properties, speciﬁcally the permeability is an 
important aspect to consider when modeling generators. A degradation in permeability of 20% 
assumed on the Epstein measured BH curve of the stator resulted in a more realistic trend in the 
simulated values, particularly at saturation. This is shown in Figure 2-10 (d), where modiﬁcation 
of the stator material BH curve, labelled ‘Stator -20% μ’ led to a good agreement with results of 
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unit E. Modiﬁcation of both the air gap and material also shown in Figure 2-10 (d) resulted in a 
good agreement between the simulated results and unit B. 
A combination of the air gap and BH curve properties explains the previous diﬀerence 
between the measured and simulated results. It aﬃrms that a diﬀerence in the air gap creates the 
variation in the output between the units (A and E) and units (B and D). Therefore, FEA 
simulations showed that it is possible to certainly explain the variations in OC performance of 
diﬀerent units with the same design based on the air gap and material properties of the stator 
magnetic material. 
The ﬁnal model selected represents unit E, with an eﬀective length of 750.65 mm, design 
air gap length of 9.92 mm and modiﬁed stator material permeability. In the next chapter, this 
model is used to study the distribution of rotational ﬂux in the machine. 
2.4 Summary 
This chapter fully described the 2D FEA model of the hydro generator used in this work 
including the geometry, external circuits, and other simulation settings such as time step and type 
of solver. The challenges to numerical modeling of hydro generators were also outlined. Epstein 
measured BH curves were found to overestimate the permeability and the saturation point of the 
machine’s soft magnetic material, for the generator units considered. As a result the numerical 
OC voltage at saturation was higher than the measured values. 
For machines with the same design dimensions, units A, B, C and E, a change in the simulated 
material properties and air gap length explained some of the discrepancies in the OC voltages of 
the diﬀerent units as shown in sections 2.3.3.3 and 2.3.3.4. The reduction in the eﬀective air gap 
was about 20% for one of the units, a value within the range of measured air gap lengths. 
It is recommended that all 2D FEA generator models be validated using experimental results 
from the intended machine, before being used for any analysis. This is also applied to machines 
with the same geometrical dimensions. 
The result of this analysis was a selection of the ﬁnal machine model to represent unit E, 
whose rotational ﬂux distribution will be determined in the next chapter.  
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Chapter 3 :  Rotational flux  
Distribution 
To appropriately account for rotational core losses in electrical machines, a clear 
understanding of the rotational ﬂux distribution in the machine under diﬀerent operating 
conditions is required, in this case the machine is a hydro generator. This chapter describes how 
rotational ﬂux in the machine stator can be identiﬁed, which leads to the quantiﬁcation of 
rotational ﬂux in the machine.  
The variation of rotational ﬂux with the stator yoke, air gap length and core operating point 
are studied as considerations for rotational ﬂux in machine design. Moreover, the studies are 
veriﬁed with real operational machines of diﬀerent dimensions.  
3.1 Deﬁnition of rotational ﬂux 
A simulation of the 2D generator model with an excitation current of 1090 A, which 
corresponds to the maximum excitation current at full load. This current was extrapolated from 
the available heat run tests. Figure 3-1 (a) shows the ﬂux density distribution in a section of the 
machine, and Figure 3-1 (b) the ﬂux lines. Figure 3-1 (c) indicates the areas where the ﬁeld is either 
pulsating or rotating. Figure 3-1(c) i) is an approximation of a pulsating ﬁeld while Figure 3-1(c) 
ii) is an approximation of a rotating ﬁeld. Figure 3-1 (c) iii) and iv) are approximations of elliptical 
ﬁelds, which are special cases of rotational ﬁelds. The ﬁgures were plotted using the extracted 
non-sinusoidal ﬂux density waveforms (Bx and By) at their respectively labeled stator positions 
for one electric cycle. 
As indicated in the ﬁgures, pulsating ﬂux only exists in the stator tooth, while the rest of 
the stator has two dimensional flux, either rotating or elliptical ﬂux. Therefore estimating core 
losses using only pulsating core loss models is inadequate for core loss prediction in machines. 
Moreover, the localization of rotational ﬂux aﬀects the distribution of core losses in the stator 
core, which could result in localized heating of the core or hotspots. 
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3.1.1 Aspect ratio 
Aspect ratio is used to identify rotational ﬂux distribution in diﬀerent parts of the stator 
after post processing the extracted ﬁeld data. As shown in Figure 3-2, the aspect ratio, R is deﬁned 





where Bmin and Bmax are the minimum and maximum ﬂux density as deﬁned in Figure 3-2. This 
ratio is used to distinguish between pulsating and rotational ﬂux. It is calculated from the 
fundamental components of the flux density loci. 
As seen in Figure 3-2 (b), when Bmin = 0, R = 0, the ellipse in Figure 3-2 (b) reduces to a line 
as in Figure 3-2 (a), signifying pulsating ﬂux. When Bmin = Bmax, R = 1, the ellipse in Figure 3-2 (b) 
  
a) b) 
    
i) Tooth ii) Tooth back iii) Slot back iv) Stator yoke back 
c) 
Figure 3-1:  Simulation results of the machine model at If = 1090 A; (a) Flux density magnitude 






































becomes a circle, signifying rotating ﬂux. Any other values of Bmin result in rotational ﬂux 
described by ellipses with values of 0 < R < 1. 
The loci in Figure 3-2 are plotted at an angle  from the Bx axis to account for the 
orientation of the point geometrically. In cases where the geometrical axis is in line with the 
Bx axis then ϕ = 0.  
A ﬁne uniform mesh (maximum length 2.5 mm) is selected for the stator and the 
simulation repeated. The uniform stator mesh makes the calculated aspect ratio R in the stator 
independent of the mesh size. Aspect ratio, R is calculated in each mesh element from the 
extracted orthogonal ﬂux density components and mesh co-ordinates for one electric cycle. The 
data is only extracted when the simulation reaches steady state, as transients bias the aspect ratio 
distribution. The spatial distribution of R across the stator in Figure 3-3 is plotted using the 
calculated R and the mesh coordinates. Most of the stator has rotational ﬂux except the stator 
teeth and the back of the stator yoke. This is visible in all the non-blue zones where R > 0. At the 
teeth roots the ﬂux is purely rotating with R > 0.9 visible by the red zones. 
  
(a) (b) 














3.1.2 Percentage area calculation 
Post processing of simulation data involves extracting mesh ﬂux density and mesh 
coordinates that can be used to obtain the surface area of the stator. Using the calculated aspect 
ratio in each mesh element, the percentage of stator area with a speciﬁc aspect ratio can be 
calculated using equation (3.2)  








where SR , n, A are the percentage of the stator area, the number of R occurrences and area of the 
mesh for a specific aspect ratio R respectively. This equation takes into account the weight of each 
mesh area therefore, can be used when the mesh elements are of diﬀerent sizes. In this study 
however, a uniform mesh was used which simpliﬁes the equation by only considering the count 
of a certain R over the total count of R in the stator. This computed area gives a better 
understanding of what percentage of the stator has a speciﬁc aspect ratio, pulsating or rotating 
ﬂux. In addition, it can be used to categorize the variation of rotational ﬂux with diﬀerent 
parameters.  
Table 3-1 shows the aspect ratio distribution using equation (3.2). Results show that 34.2% 
of the stator area has pulsating ﬂux (R = 0), implying that 65.8% of the stator has rotational ﬂux 
(R > 0). Also included in Table 3-1, is the calculation of the aspect ratio using the extracted non-
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sinusoidal B waveforms instead of only their sinusoidal fundamental components. Comparison 
of both distributions shows that using the extracted non-sinusoidal waveforms reduces the 
pulsating ﬂux in the stator by 6.7%, which increases the rotational ﬂux (R > 0) increases by the 
same value. 










This no load If = 1090 A simulation point is considered the base case, which is deﬁned by 
the design air gap length and design stator yoke depth. The subsequent studies compare the 
rotational ﬂux distribution of this machine design and diﬀerent designs using SR. 
3.2 Variation of the rotational ﬂux with design and operating point 
Rotational ﬂux distribution in small machines has been shown to vary with pole pitch, 
stator tooth width [89] and stator yoke length [90]. In [91], an analytical model was proposed to 
characterize ﬂux density in the stator core from slot dimensions. The studies however did not 
quantify by how much the rotational ﬂux varied with the change in geometric dimensions. 
Moreover, the analysis was limited to smaller sized machines, specifically induction machines. 
Large diameter machines include diﬀerent dynamics that may be neglected in the analysis of 
smaller machines. 
Aspect Ratio, R Sinusoidal  
flux density (%) 
Non-sinusoidal  
flux density (%) 




0.2 9.2 8 
0.3 7.9 6.8 
0.4 7.4 6.9 
0.5 7.5 8.2 
0.6 8.7 9.9 
0.7 5.8 3.9 
0.8 2.7 0.7 
0.9 0.8 0 
1 Rotating 0.1 0 
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This section therefore uses SR to study the variation of rotational ﬂux with the stator yoke 
depth, air gap length and operating point of the machine. The study with change in geometrical 
parameters provides considerations for machine design in relation to rotational ﬂux distribution, 
while the change in operating point uses a given machine design, and studies the variation of 
rotational ﬂux with the core BH curve operating point. The distribution of rotational ﬂux is 
important as it relates to the non-uniform distribution and the total calculated core losses.  
3.2.1 Yoke depth inﬂuence on rotational ﬂux distribution 
The eﬀect of varying the yoke depth on the rotational ﬂux distribution was studied using 
a constant excitation current. This ensured the same operating point on the machine BH curve. 
Thus, any variation in rotational ﬂux is entirely related to the change in the yoke depth. 
All stator dimensions are kept constant, and only the yoke depth is varied. The slot/yoke 
depth ratios simulated are 1.23, 1.10, 0.99, 0.90 and 0.83, which correspond to -20 %,-10 %, design 
length, 10 % and 20 % variation in yoke depth, respectively. These values were selected to allow 
for variations in yoke depth due to errors, margins or tradeoﬀs made in the machine design stage. 
Figure 3-4 shows the variation of the rotational ﬂux distribution in the stator with yoke depth. As 
the yoke depth is increased, the stator area with rotational ﬂux increases, speciﬁcally for R > 0.7, 
which is visible with the increase of the red zones as the yoke depth is increased. 
A numerical representation of the results is presented in Figure 3-5, where the pulsating 
component (R = 0) reduces as the yoke depth is increased, inferring an overall increase in rotating 
ﬂux. For instance from a 20% smaller yoke to a 20% larger yoke than the design, the pulsating 
flux reduces by 3.2%. For 0.1 ≤ R ≤ 0.5, the area of the stator with rotating ﬂux also reduces with 
increase in the yoke length. Comparing the 20% smaller yoke to the 20% larger yoke, the rotational 
flux reduces by 9.7%. However for 0.6 ≤ R ≤ 1 the area of the stator with rotating ﬂux increases 
with yoke depth. The rotational flux increases by 15.9% between the 20% smaller yoke and the 
20% larger yoke. This is visible by comparing the design length (green bar) with the 20% increase 
in yoke length (yellow bar), which increases the rotational ﬂux by almost twice, especially for 
R = 0.8, R = 0.9 and R = 1. 
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3.2.2 Air gap length inﬂuence on rotational ﬂux distribution 
Thermal expansion of the rotor during machine operation can lead to a variation in the air 
gap length. Eccentricity and circularity of both the rotor and stator can also cause a non-uniform 
operational air gap diﬀerent from the design air gap, sometimes even axially along the machine. 
This has an eﬀect on the air gap ﬂux magnitude and harmonics, which impact the machine total 
core losses in the stator.  
The air gap was decreased by 10 % and 20 % as shown in Figure 3-6, where the stator area 
with pulsating ﬂux (R = 0) decreases with the air gap. For R = 0.1, 0.2, 0.7, 0.8 and 0.9, the rotating 
ﬂux increases. Between R = 0.3 to R = 0.5 the rotating ﬂux in the machine remains almost constant. 
The 10% and 20% decrease in air gap length, reduced the pulsating ﬂux by 6.6 % and 8.8 % 
respectively in comparison to the original design. 
For variation in the yoke depth and air gap length studied, a constant ﬁeld current was assumed. 
However, in the actual design, increasing the yoke depth while maintaining the same rated 
voltage may require an increase in the excitation current because the volume of the stator 
increases. And in the case of the air gap length, decreasing the air gap length may require a  
     
(a) (b) (c) (d) (e) 
Figure 3-4:  Aspect ratio, R for diﬀerent yoke lengths; a) 20 % less than the design length; b) 10 % less 





decrease in the excitation current for the same open circuit voltage, as the air gap reluctance is 
reduced. 
3.2.3 Inﬂuence of the machine BH curve operating point on rotational ﬂux distribution  
The point of operation is indicative of where on the BH curve the stator is operating. 
Examples of the machine operating at diﬀerent points on the core BH curve occur in the 
comparison of the no load and full load operation, change in machine power factor and change 
in the percentage loading. These operating points require a change in the ﬁeld current that also 
causes a change in ﬂux density level in the stator. Other variations in ﬁeld current can occur after 
a machine uprate.  
In this section, the eﬀect of the machine operating point on rotational ﬂux distribution is 
studied. This is done on an existing machine design, therefore the machine dimensions are 
maintained constant and only the BH curve operating point is changed. Open circuit simulations 
with diﬀerent ﬁeld currents, which sequentially change the ﬂux density level in the stator, are 
used. The other set of results is obtained by varying the output power of the machine, which 
changes the power, but maintains the same BH curve operating point. 
3.2.3.1 Saturation 
The eﬀect of saturation on rotational ﬂux distribution in the stator is shown by increasing 
 
 
Figure 3-5:  Eﬀect of increase in yoke depth on 
rotational ﬂux distribution. 
Figure 3-6:  Eﬀect of change in air gap length on 































































the excitation current. Diﬀerent excitation currents (If) are chosen for simulation as shown in 
Figure 3-7. The excitation current for the linear region is If = 401 A, the excitation current for rated 
voltage is If = 560 A, the excitation current in the non-linear region If = 900 A, and If = 1090 A which 
corresponds to full load excitation current. 
Figure 3-8 shows a section of the generator model indicating four points in the stator 
selected to represent diﬀerent sections in the machine; the stator tooth, back of the tooth, slot back 
and stator yoke. Flux density waveforms for one cycle are extracted at these points as the 
excitation current is varied. Figure 3-9 shows the loci of the extracted Bx and By waveforms at 
each of those respective points. All the waveforms are non-sinusoidal as characterized by the 
irregularly shaped loci, which expand as the current is increased. Additionally, as the material 
saturates the ﬂux density magnitude increases and the waveform shapes change accordingly. 
This is clearly observed by comparing the ﬂux density loci corresponding to the lowest and 
highest excitation currents simulated, 401 A and 1090 A. 
As the material saturates, changes in the ﬂux density waveforms occur at diﬀerent points 
in the machine. For instance at the back of the tooth, the ﬂux loci becomes more circular with 
increasing excitation current. These changes aﬀect the aspect ratio distribution within the stator 
of the machine. Figure 3-10 (a) and (b) show a plot of the aspect ratio for the stator with If = 401 A 
and If = 1090 A. There is an increase in the R = 0.2 visible around the ends of the stator tooth for  
  
Figure 3-7: Measured open circuit curve of the 19 MVA 
generator showing simulated points. 
Figure 3-8: 2D FEA model showing points 
where ﬁeld data is extracted. 
 










































the If = 1090 A aspect ratio plot. The rotational ﬂux with R > 0.6 also increases with If, visible by 
an increase in the red and yellow zones of Figure 3-10 (b). 
A numerical representation of this is shown in the bar graph of Figure 3-11, which also 
includes results obtained from the other simulated currents. As the current is increased and the 
material saturates, the pulsating ﬂux (R = 0) reduces by 2.76% comparing If = 560 A to If = 1090 A 
as seen in Figure 3-11. For aspect ratios R > 0.5 the rotating flux generally increases with current. 
For example at R = 0.7, rotational flux increases from 1.96% at If = 401 A to 7.54% at If = 1090 A. In 
conclusion, increasing the excitation current, which relates to the BH curve operating point, 





Figure 3-9: Flux density loci at; a) Point 1: middle of the tooth  b) Point 2: Back of the tooth c) Point 3: 
Back of the slot d) Point 4: Back of the yoke 














































































3.2.3.2 Percentage loading 
Operation of the machine under diﬀerent loading conditions was also investigated as shown in 
Figure 3-12. The excitation current for each condition was obtained based on the available 
experimental data at diﬀerent machine loadings. External circuits were used to emulate the 
diﬀerent machine loads connected to each phase. For the diﬀerent loads, the change in rotational 
flux distribution was insignificant. However a comparison of no load and any loaded condition 
shows huge differences in the flux distribution. 
  
(a) (b) 
Figure 3-10:  Eﬀect of saturation on rotational ﬂux density distribution; (a) If = 401 A, (b) If = 1090 A 
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3.3 Discussion of the results 
In previous the yoke variation studies, an increase in the yoke depth increases the 
percentage of rotational ﬂux in the stator. Although one would argue that for the same excitation, 
a large stator yoke implies a lower ﬂux density magnitude, and therefore a lower loss. However, 
since rotational ﬂux presents more losses than pulsating ﬂux for the same ﬂux density magnitude, 
a large distribution of rotational ﬂux generally increases the losses in the yoke even at relatively 
lower ﬂux densities than in the teeth. 
Variation of the air gap showed a 6 % increase in the stator area with rotational ﬂux for a 
10 % decrease in air gap at no load. For a 20 % decrease in the air gap, an increase of 8 % in the 
stator area with rotational ﬂux was observed. This implies that further decrease in the air gap has 
the potential to increase the rotational ﬂux. Moreover, a decrease in the air gap corresponds to an 
increase in the ﬂux density level in the machine. Both factors would signiﬁcantly increase the core 
losses in the machine. 
As the material saturates, the rotating ﬂux component for 0.6 ≤ R ≤ 1 increases from 7.4% 
to 19% for current increase from If = 401 A to If = 1090 A. Consideration should therefore be given 
to the choice of maximum core ﬂux density in the design stage, specifically the stator yoke, which 
has rotating ﬂux. 
 






























Increase in output power did not show a signiﬁcant increase in the percentage of rotational 
ﬂux when the load was increased from 80% to 120% for the same power factor. This can be 
attributed to the core already operating at saturation and therefore any increase in power does 
not yield a signiﬁcant change in the ﬂux density distribution. However, in comparison to the no 
load case, there is a diﬀerence in the ﬂux distribution. 
Aspect ratio distribution does not take into account harmonics and ﬂux density magnitude 
which are also aﬀected by the air gap length and the output of the machine. Increase in output 
power and decrease in air gap length increased the magnetic loading of the core and therefore 
more losses.  
These results provide a guide line in the required measurements of rotational loss data. 
Ideally even with the presence of all this rotational ﬂux, if the ﬂux magnitude is very low, the 
contribution of the rotational losses to the total core losses will be low. Knowing the percentage 
of rotational ﬂux and its distribution provides a base for developing a model that can suﬃciently 
predict total core losses in generator stators based on the ﬂux distribution. 
3.4 Diﬀerent machine designs 
Previous results showed the variation in rotational ﬂux distribution with changes in the 
stator yoke and air gap lengths. The results were based on varying the parameters of an existing 
design, which may not be realistic as machines are optimized for certain ratings and meet certain 
design criterion. This section compares already existing machines to present a more realistic 
variation in the rotational ﬂux distribution with machine parameters. 
Table 3-2 shows the parameters of diﬀerent hydro generators compared in this study, 
where Machine 1 is the previously designed machine. The other machine models were prepared 
in the same 2D FEA software. For each machine the tooth/yoke depth ratios are as follows 0.99 
for Machine 1, 0.699 for Machine 2, 0.928 for Machine 3 and 1.310 for Machine 4. Using the 
magnetic and winding symmetry, 17 of 68 poles are modeled for Machine 2, 5 of 60 poles are 
modeled for Machine 3, and 19 of 76 poles are modeled for Machine 4. Appropriate boundary 
conditions are applied to the model boundaries, and the skew in Machine 2 is ignored. 
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For comparison purposes, the simulations for each machine are done at the excitation 
current for rated voltage in open circuit. Figure 3-14 shows the aspect ratio distribution for each 
machine, which indicates the dependence of the rotational ﬂux distribution on machine 
dimensions. The increase in the red and yellow zones indicate the increase in rotating ﬂux with 
R > 0.8, which is seen to increase from Machine 4 to Machine 3, then to Machine 1 and lastly 
Machine 2 with the largest red zones. Machine 2 further has the largest green zones with 
0.4 ≤ R ≤ 0.6 rotating ﬂux, signifying an expected increase in rotational core losses in Machine 2 
compared to other machines. 
A quantitative distribution of rotational ﬂux in the machines is shown in Figure 3-14, which 
highlights the pulsating ﬂux in each machine with the green color. The rest of the ﬂux is rotating 
with diﬀerent aspect ratios, R > 0. A large pulsating ﬂux signiﬁes less rotational ﬂux and vice 
versa. The diﬀerence in machine size and dimensions captures the eﬀect of machine dimensions 
on the rotational ﬂux distribution.  












Machine 1 2 3 4 
Power rating (MVA) 19 32.5 122.6 65 
Voltage (kV) 13.8 13.2 13.6 13.8 
Current (A) 795 1422 5129 2719 
Excitation current If (A) 1090 875 726 1220 
Power factor 0.8 0.8 0.9 0.85 
Frequency 60 60 60 60 
Speed (rpm) 120 105.9 120 94.7 
Poles 60 68 60 76 
Slots 336 432 504 396 
Slots per pole per phase 1 13/15 2 2/17 2 4/5 1 14/19 
Dimensions     
Tooth width (mm) 32.11 33.6 42.94 48.71 
Tooth depth (mm) 112 146.304 159 160 
Yoke depth (mm) 113 209.296 171.3 122.05 
Air gap (mm) 9.92 11.887 15.9 12.7 
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Machine-3 had the largest percentage of pulsating ﬂux hence less rotating ﬂux, which can 
be attributed to a combination of a large air gap and a smaller yoke depth i.e. ratio of slot/yoke 
depth of 0.928. The yoke depth is not oversized and therefore the rotating ﬂux is limited. These 
results are consistent with the previous results in section 3.2, where rotational ﬂux increases with 
the decrease in air gap length and increase with yoke depth. 
    
(a) (b) (c) (d) 
Figure 3-13:  Aspect ratio distribution in diﬀerent machine designs; (a) Machine 1, (b) Machine 2, (c) 
Machine 3 and (d) Machine 4 
 







































Machine-4 had the next largest pulsating ﬂux, its dimensions follow the same trend of a 
larger air gap compared to Machine-2 and Machine-1 and an even smaller yoke depth than 
Machine-3. The slot to yoke depth ratio for Machine 4 was 1.310, it’s yoke depth is smaller than 
the slot length. Machine-2 had more rotating ﬂux compared to Machine-1 despite having a 
slightly larger air gap. This is because the yoke depth of Machine-2 is longer which diminishes 
the eﬀect of a large air gap as seen from the comparison of the slot/yoke depth ratio; Machine-2 
is 0.699 and Machine-1 is 0.99. Consequently, Machine-1 design has a tradeoﬀ between the small 
size of the air gap and the yoke length that evens out; giving less rotational ﬂux than Machine-2.  
3.5 Summary 
In this chapter, rotational ﬂux distribution in the machine is obtained and quantiﬁed as a 
percentage of the stator area with rotational ﬂux. The quantiﬁed rotational ﬂux distribution was 
used to study how rotational ﬂux varies with the machine design (yoke depth and airgap) and 
operating point (on the BH curve and loading).  
From the base case results, the pulsating ﬂux occupies about 34 % of the stator, which means 
the remaining 66% is rotational ﬂux, which includes all aspect ratios 0 < R ≤ 1. The distribution 
of rotational ﬂux was sensitive to design parameters; rotational ﬂux increased with a smaller air 
gap length and a longer yoke depth. This was veriﬁed with diﬀerent machine topologies. 
Increasing the operating point from the linear part of the BH curve to the saturation point, 
also showed an increase in the rotational ﬂux. This provides an aspect to consider in machine 
design and operation, which is, that the core should not be operated at saturation. 
The results from this chapter will be considered in the core loss measurement and estimation in 




Chapter 4 :  Magnetizer Design Core  
Loss Measurement 
Core loss estimation requires measured core loss data of the material samples used in the 
machine. Commonly available material data is based on the standard Epstein test, which is 
insufficient for core loss prediction in machines with rotational flux, as was shown in the previous 
chapter. Therefore, in this chapter a rotational flux magnetizer is designed and prototyped. 
Factors in the FEA design process such as the effect of sample diameter, winding distribution, 
number of slots, and yoke thickness on the flux density uniformity in the sample are presented. 
A full description of the test bench is given including the software block diagrams used. Safe 
operating procedures for the rotational test setup are included in the appendix. Rotational core 
losses at different frequencies, flux densities and aspect ratios are measured and used in the next 
chapter to estimate core losses in the generator. Measurement results on loss separation are also 
presented. 
A previously designed rotational test bench is also used to study the effect of interlaminar 
faults on rotational flux distribution and core losses. Numerical and experimental results are 
presented.  
4.1 Design of the magnetizer 
The design of the magnetizer started from the analysis of the existing state of the art test 
setup in the IREQ laboratory. Analysis of the 2 phase, 8 pole, 5 mm yoke depth frame with a 
58 mm diameter sample was performed in 3D FEA. The inadequacy of the magnetizer led to a 
design of another frame based on the magnetizer design presented in [28]. 
In the proposed design, a larger sample diameter allows a 65 by 65 mm measurement area. 
Moreover, the combination of the winding distribution and the yoke depth reduce the z-
component of the magnetic field intensity in the sample measurement area. This section presents 
the design process and analysis. 
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4.1.1 State of the art 
From literature and previous prototypes in [16], [19], [92] and [28], the state of the art is to 
distribute the phase windings for a more uniform field distribution in the sample. An example of 
this is shown in Figure 4-1, where the winding is distributed. The 3D FEA model of the 8 pole, 
semi-distributed 2 phase winding magnetizer capable of producing a rotating magnetic field in a 
circular sample. This magnetizer design is based on a magnetizer previously used to magnetize 
and levitate a disk in a rotating field during heat treatment. Its ability to generate a uniform 
rotating field in a circular disc sample was investigated. 
The dimensions of the magnetizer are; yoke depth of 5 mm, outer diameter of 120 mm, 
and inner diameter of 60 mm enclosing a sample of 58 mm diameter. The magnetizer is modeled 
as a solid with a stacking factor of 0.96 in the z direction. A sample of gauge G29 was considered 
with 0.3556 mm depth. An air box with a 10% padding offset on each side of the magnetizer outer 
dimensions was used to limit the simulation space and stray fields.  
Figure 4-1 (b) shows the winding distribution consisting of concentrated phase windings 
with 50 turns on the direct axes and 35 turns on the middle poles. The middle pole turns are 
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solids with their respective number of turns as the number of conductors in the coil terminal. 
Each coil is assigned to a stranded winding with the appropriate current direction to allow the 
flux to flow through the sample from one pole to its opposite pole. 
The same magnetic material is used for both the sample and the magnetizer to avoid any 
effects of the difference in material permeability. Meshing in the yoke, sample and concentrated 
windings are also selected to ensure continuity in the flux distribution without being very dense 
to require longer processing time and more memory. Transient simulations with a time step of 
1 ms for one electrical cycle is used and the field data saved for post processing. 
Simulations to ensure uniformity of the field in the sample are performed with a peak 
sinusoidal excitation current of 10 A per phase, and a 900 phase shift between the phases. As 
shown by the flux density distribution in the frame and sample of Figure 4-2 and Figure 4-3, the 
field distribution in the sample is non uniform. Moreover, the yoke also shows significant levels 
of flux density. This implies that the yoke can easily get saturated therefore introducing some 
non-linearities in the sample, which bias the measured sample fields.  
The non-uniformity in the flux density distribution in the sample also varies with the rotating 
flux vector. This is shown by the difference in the flux density distribution in the sample in Figure 
4-2 and Figure 4-3, where the flux vector is 450 from the x axis and directly on the x axis 
respectively. Consequently, defining a measurement area on the sample is difficult as the 
measurement area is required to have uniform flux distribution in all the flux vector rotations/ 
magnetization directions. 
Modifications to the yoke like tapering of the poles, changing the winding configuration, 
increasing the number of poles and dimensions of the yoke and sample did not yield significant 
differences in the sample field uniformity for all magnetization directions. An analysis of some 
yoke designs is presented in [28], where a stator core yoke design with a sinusoidally distributed 
winding is reported to have uniform field distribution in the sample for all measurement 
directions. This stator yoke design is adopted and suited to meet the size of available material 




4.1.2 Proposed magnetizer 
Characterizing generator cores is a challenge as most of the generators are old and the 
core material used is unavailable. The only core material available for characterization of the old 
generator cores is the shims used to level the stator yoke, whose width is 150 mm. Moreover, the 
thickness of the shims is uneven especially at its edges, therefore the magnetizer inner diameter 
was set to 140 mm. This limits the sample diameter to less than 140 mm, where the shim thickness 
 
Figure 4-2: Field distribution with current of 10 A for the flux vector at 450 from the x, (a) Flux density 
distribution, (b) Flux vector.. 
 
Figure 4-3: Field distribution with current of 10 A for the flux vector in the x, (a) Flux density distribution, 
(b) Flux vector. 
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is even. Furthermore, as shown in [28], wider diameter yokes and samples mitigate the field 
intensity z-component above the sample thereby allowing a large measurement area. 
To allow enough space for sample placement without significantly increasing the MMF 
required to magnetize the sample, two sample diameters were investigated, 136 and 134 mm. 
These correspond to 2 mm and 3 mm air gap between the sample and the core inner diameter.  
The design choice is based on the magnetizer design in [28] which showed that a 
sinusoidally wound induction machine stator is capable of producing a uniform field in the 
sample. For the selected sample and yoke diameters, 24 slot, 36 slot and 48 slot designs with 
windings as shown in Figure 4-4 were investigated in 3D. 2D simulations were insufficient as 
they would imply the same sample and yoke depth, which is not the case. A higher number of 
slots for the same dimensions would be more complicated to model and manufacture. 
The two phase coils are modeled as solids in each slot with a unique number of turns 
sinusoidally distributed in each slot as shown in Figure 4-4 for one phase, the other phase is 900 
phase shifted. All winding patterns are limited to a maximum 8 coils per slot, this ensures similar 
slot loading. Figure 4-5 (a) shows the 3D models of the magnetizer corresponding to the presented 
windings. The effect of the end windings is included by modeling the coils longer than the core. 
A peak current of 10 A is used to excite the cores and the resulting flux density distribution in the 
sample is as shown in Figure 4-5(b). 
 
































Results indicate that the 48 slot winding offers a large uniform area compared to the other 
winding and slot combinations. Moreover, for the same current in all windings, the 48 slot model 
provides a higher flux density in the sample. Therefore, the 48 slot model was selected for further 
modification. In all the modeled cases, the flux density distribution in the sample does not vary 
with the rotating vector but only rotates with it. This is a benefit of a sinusoidally wound winding. 
4.1.2.1 Modification of the 48 slot magnetizer 
The selected 48 slot magnetizer model is modified to ensure the maximum possible 
measurement area. Measurement area here is defined as the area over which the flux density and 
field intensity distribution is the same or within a few percentage differences for all flux density 
level and flux rotations. Magnetizer design considerations are given to the yoke depth, winding 
pattern and sample diameter, which result in maximum measurement area. 
   
       (a) 
   
          (b) 
(i) (ii) (iii) 
Figure 4-5: The different magnetizer slot number (a) 3D models, and (b) Flux density distribution in 
sample, for i) 24 slots, ii) 36 slots, iii) 48 slots 
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For comparison purposes all the flux density distributions across the sample diameter are 
obtained in the middle of the sample, while the field intensity distributions are obtained 1 mm 
above the sample. This gives the actual representation of where the respective field quantities 
will be measured in the real set up using the available coil sensors. In the real set up, the B-coils 
are wound around the sample while the H-coils are placed on top of the sample. 
To maximize the flux density in the sample, the number of coils per slot was increased to 
ten based on the coil sizing presented in the appendix. For a maximum of 10 coils per slot, two 
possible winding patterns were considered. Figure 4-6 shows a section of the two winding 
patterns for one phase. The same magnetizer dimensions are used to simulate the two windings 
for comparison purposes. Winding1 has a maximum of seven coils compared to winding2 with a 
maximum of six coils. 
Figure 4-7 shows a comparison of the flux density and field intensity across the sample 
with the design variations. ‘Design’ indicates the magnetizer with 30 mm yoke depth, sample 
diameter of 136 mm, and winding2. ‘Sample – 134 mm’ indicates a sample with a diameter of 
134 mm and yoke depth of 30 mm using winding2. ‘Winding1’ shows the same yoke dimensions, 
sample diameter of 136 mm using winding1, and yoke depth 60 mm and 20 mm corresponds to 
their respective yoke depths for 136 mm sample diameter with winding2. 
        



























The flux density and field intensity distribution across the sample is the worst case, when 
both the flux vector and line across the sample diameter is on the x axis. For the same flux vector 
direction, the flux density across the sample in other directions is more uniform. 
A comparison of all the cases shows that the flux density distribution across the sample 
in the ‘Design’ case is more uniform over a wider sample diameter. This is indicated by the flat 
line between 50 and 90 mm along the sample diameter. The sample with 134 mm also shows the 
same uniformity however would require a higher current to achieve the same flux density level 
because of the increased air gap reluctance. 
The sample flux density increased with the yoke depth. Results showed that with a 20 mm 
depth, the flux is less in the center, while with a 60 mm depth the center is much higher. A 40 mm 
yoke depth was also simulated (results not shown) showed a much smaller measurement area 
compared to the 30 mm yoke depth. Additionally the 40 mm showed a very large field intensity 
variation at low flux densities. 
Winding1 showed a higher flux density as expected because of the increased MMF with 
the extra turns. However, this higher flux did not necessarily correspond to a large measurement 
area as in ‘Design’. Winding2 is therefore the preferred winding. 
The above results are also consistent when the field intensity distribution across the 
sample. Therefore, the ‘Design’ case was chosen as the final design of the magnetizer. Table 4-1 
  
(a) (b) 
Figure 4-7:  (a) Flux density distribution in the sample x-axis with the flux vector in the positive X 
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shows the possible measurement areas on the sample at low flux density of 0.56 T and high flux 
density of 1.6 T. This is indicated by the percentage difference between the value in the middle of 
the sample and the values at their respective distances from the center. 
The flux density distribution across the sample diameter at both flux levels is uniform as 
shown by the small percentage difference. The field intensity 1 mm above the sample surface 
however shows a higher percentage at lower flux densities especially for the larger measurement 
area of 65 by 65 mm. As a result, in the prototyped magnetizer, the B-coils are threaded through 
holes with a measurement area of 65 by 65 mm and the H-coil dimensions are 53 by 53 mm, which 
ensures that the measurements at both low and high flux densities are within an error of 5%. 




0.5634 T 1.6035 T 0.379029 kA/m 4.408308 kA/m 
20 by 20 
58 mm 78 mm 58 mm 78 mm 58 mm 78 mm 58 mm 78 mm 
0.1% 0.0% 0.0% 0.0% 0.5% 0.5% 0.4% 0.1% 
40 by 40 
48 mm 88 mm 48 mm 88 mm 48 mm 88 mm 48 mm 88 mm 
0.2% 0.0% 0.0% 0.1% 2.9% 3.0% 0.9% 0.7% 
60 by 60 
38 mm 98 mm 38 mm 98 mm 38 mm 98 mm 38 mm 98 mm 
0.1% -0.1% 0.1% 0.0% 14.7% 14.7% 1.3% 1.6% 
65 by 65  
35.5 mm 100.5 mm 35.5 mm 100.5 mm 35.5 mm 100.5 mm 35.5 mm 100.5 mm 
0.0% -0.3% 0.0% 0.0% 21.6% 22.1% 1.2% 1.8% 
 
4.1.2.2 Final magnetizer parameters 
Figure 4-8 shows the 3D model of the final magnetizer design. The two phase coils are modeled 
as solids in each slot with a unique number of turns in each phase coil per phase as shown in 
Figure 4-9. The numbers in red indicate the number of turns in each slot, indicated with the black 
numbers. The arrows indicate the direction of current flow in each coil. In the FEA model, each 
coil is modeled longer than the core to include the end winding effect of the flux density  
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distribution in the magnetizer core and sample as previously done. 
Simulation results of the flux density distribution at 10 A is shown in Figure 4-10 and 
Figure 4-11 at two different flux vector orientations. The flux density distribution in the sample 
is uniform for the new magnetizer in all flux vector rotation directions. Moreover, for a sample 
flux density of 1.6 T, the yoke maximum flux is about 0.4 T, which implies that the material will 
saturate much faster than the yoke and therefore the yoke non-linear effects will not be included 
in the measured sample fields. 
 
 
Figure 4-8: 3D model of the new magnetizer design. 
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A uniform flux density distribution in all the flux vector directions indicates a wide area 
over which the coil sensors can be placed. A wide measurement area is synonymous with a larger 
number of sensor turns and therefore better sensitivity of the sensor. The magnetizer achieves a 
large measurement area of 65 by 65 mm. 
4.1.3 Comparison of the testers 
Similar simulation parameters are used to compare both testers such as; a fine sample 
mesh, non-linear transient solver with 0.166 ms time step, the same material is assigned to both 
yokes and samples, and comparisons are made for the same flux density level in the sample. Table 
4-2 below shows a summary of the dimensions of the two rotational flux magnetizers.  
   
(a) (b) 
Figure 4-10: Field distribution at 10 A with the flux vector in the y, (a) Flux density distribution, (b) Flux 
vector in the sample. 
   
(a) (b) 
Figure 4-11: Field distribution at 10 A with the flux vector at 450 from the y, (a) Flux density distribution, 
(b) Flux vector in the sample. 
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Table 4-2   Comparison of the testers 
 
Previous Design New Design 
Sample diameter (mm) 58 136 
Yoke depth (mm) 5 30 
Winding 
Concentrated Sinusoidally  
Semi distributed wound 
Air gap length (mm) 1 2 
Measurement area  65 by 65 mm 
A comparison of the flux density distribution in the sample for both testers at different 
magnetization directions (indicated by the black arrow) is shown in Figure 4-12 for the same 
excitation current. However, to have the same flux density level in the sample for comparison 
purposes, a 5 A current is used in the previous tester and by virtue of its size, 10 A is used in the 
new magnetizer. The 8 pole yoke magnetizer still showed the same distribution of flux density as 
with the 10 A current except for the lower flux density magnitudes. 
The results of the previous tester showed that at each magnetization direction, the flux 
density distribution in the sample changes, while the new tester exhibits consistency in the flux 
distribution across the sample diameter for all magnetization directions. This change in 
  
(a) (b) 





distribution as the flux vector rotates limits the area over which the flux density is constant 
therefore significantly reducing the measurement area, and the limiting the B and H coil 
dimensions.  
Smaller B and H coil dimensions limit the number of coils in the sensor, reducing their 
sensitivity. Moreover, a smaller measurement area averages the material properties over a small 
area which may not be an accurate representation of the material properties. 
4.2 Core loss measurements 
The final magnetizer design was prototyped and the measurement test bench set up as 
shown in Figure 4-13. Signals are generated in LabVIEW and via the NI USB-6356, they are 
converted from digital signals to analog signals, which are amplified to power signals to excite 
the core. Digital multimeters are used to monitor the excitation current in each phase to ensure 
the limit of 10 A is not exceeded. The measured phase voltages, H and B coil voltages are acquired 
simultaneously with the DAQ card.  
The acquired coil voltages are post processed to calculate the rotational core losses. This is 
done by averaging the acquired 3 cycles over 100 iterations, this eliminates any errors from the 
acquisition. Additionally, over 7000 points are acquired per cycle for 60 Hz measurements to 
increase the post processing accuracy. At higher frequencies the sampling time is appropriately 
reduced. Details on using the LabVIEW program VI (front and back panel), procedure for core 
measurement and specifications of the setup components are presented in the appendix. 
 







4.2.1 Pulsating core loss measurements 
The material sample is anisotropic, therefore the BH loops in the rolling direction (X 
direction) and the transverse direction (Y direction) are different as shown in Figure 4-14 (a). This 
implies that the measured pulsating core losses should be representative of the material 





Figure 4-14: Pulsating core loss measurements at 60 Hz, (a) Measured BH loops of the X and Y, 
(b) Measured losses when x and y are excited independently and their average is the total core loss, 




































































Pulsating core losses were hence measured using two different approaches; exciting the 
phases independently and averaging the results, and exciting the phases simultaneously with 
R = 0. When the phases are excited separately, the total loss is considered an average of the two 
separate losses as in Figure 4-14 (b). When both phases are excited simultaneously with R = 0, the 
result is indicated as X and Y in Figure 4-14 (c). Comparison of the two approaches showed that 
the results agree until around 1.2 T, after which the loss with both phases excited becomes higher 
than the average. For all the pulsating loss measurements considered in this section, the first 
method was used. 
Figure 4-15 shows the measured sample BH loops at different flux densities when the x is 
separately excited. As expected the larger loops fully enclose the smaller loops, which shows 
consistency especially at coercivity. Measurements at other frequencies, 200 Hz and 400 Hz are 
also shown in Figure 4-16. As the frequency increases for the same level of flux density, the eddy 
current losses increase, which causes the BH loop to expand as shown in Figure 4-16 (a), where 
all the loops are measured at 1 T. Figure 4-16 shows the corresponding core losses at different 
flux densities for the different frequencies.  
 































Figure 4-16: (a) Measured BH loops at 1 T for different frequencies, (b) Measured core losses at different 
frequencies 
4.2.2 Rotational core loss measurements 
Rotational core losses are measured by exciting both phases simultaneously with the 
exciting voltages 900 phase shifted from each other. For measurements at different aspect ratios 
R, the phase shift between the angles is varied as shown in Table 4-3. In all the cases, the flux 
density magnitudes (Bx and By) are kept the same. Losses are measured in the clockwise and 
counterclockwise directions, and the total losses obtained as an average of the losses from both 
directions. This eliminates any effects from sensor misalignment.  
Figure 4-17 shows rotational core loss measurement results at 60 Hz, in the clockwise and 
counter clockwise directions, and measurements for different aspect ratios. The measurements 
show that as the aspect ratio increases for the same flux density, the associated losses also 
increase. At around 1.5 T, the losses seem to converge and the R =1 losses begin to decrease. 
Table 4-3   Angles for different aspect ratios 
R 0 0.2 0.4 0.6 0.8 1 


















































Figure 4-17: Measured rotational core losses at 60 Hz for; (a) Aspect ratio R = 1 in the clockwise and 
counter clockwise direction, (b) Different aspect ratios. 
 
Figure 4-18: Measured core losses at different frequencies 
Measurements at 200 and 400 Hz were also performed as shown in Figure 4-18, the trend 
obtained is similar to that of the pulsating losses previously shown. Core loss measurements at 
higher frequencies however require a lower sampling time compared to measurements at lower 
frequencies. Low frequency measurements are important for loss separation, while high 
frequency measurements are important for inclusion of harmonics in core loss calculation. 
In the next section, measurements at a low frequency of 10 Hz were performed to enable 
loss separation. Core loss measurements at frequencies less than 10 Hz were difficult as the 







































































4.3 Loss separation 
Loss separation is when the measured core losses are separated into their loss components, 
hysteresis loss and eddy current losses. The eddy current losses are frequency dependent losses, 
therefore at core loss measurements with DC excitation is equivalent to hysteresis losses. 
However, the fieldmetric method of core loss measurement used is dependent on the induced 
sensor voltages based on Farady’s law, which requires a change in the magnetic field ie frequency. 
Thus, to use this method for loss separation, measurements at the lowest frequency possible can 
be considered hysteresis losses as eddy currents at that frequency are negligible. 
Rotational core losses were measured at 10 Hz, the lowest frequency possible. Attempts to 
measure core losses at frequencies less than 10 Hz were futile as the captured waveforms were 
very unstable. Figure 4-19 shows the loss separation, where the loss at 10 Hz represents the 
hysteresis loss and the difference between the losses at 60 Hz and 10 Hz represents the eddy 
current losses at 60 Hz. 
The Steinmetz equation (4.1) in [30], which separates the losses into the hysteresis and 




where Kh is the hysteresis coefficient, B is the flux density, α is the Steinmetz coefficient, Ke is the 
eddy current loss, and f is the frequency. The hysteresis losses per cycle at 10 Hz were curve fitted 
                       






























to obtain the Kh and α assuming constant coefficients. These coefficients as shown in [93] are flux 
density and frequency dependent, therefore this is a simplification of the coefficient values. 
Figure 4-20 (a) shows that the assumption of constant coefficient is sufficient since the 
measured and predicted losses are in good agreement. Using the determined coefficients shown 
in Table 4-4, the hysteresis losses at 60 Hz were determined and subtracted from the measured 
core losses at 60 Hz. Figure 4-20 (b) shows the loss separation at 60 Hz. This approach can be used 
to determine the loss separation at any frequency provided the measured results at that frequency 
are available. 
Loss separation can also be used as a technic to predict core losses in the electrical machine 
under ideal conditions such as sinusoidal flux densities. However, for any prediction, low 
frequency measurements are required which can be a challenge to obtain especially because the 
rotational core loss measurement is still a manual process, therefore measurements at several 
frequencies is cumbersome. In the next chapter other ways to estimate core losses in the machine 
are presented that only require measurements at the operating frequency of the machine. 















































Table 4-4  Coefficients for hysteresis loss calculation 
Coefficient Pulsating loss Rotating loss 
Kh 0.02288 0.03624 
α 1.954 1.263 
 
4.4 Inter lamination faults 
Shorting between laminations in hydro generator cores occurs in the stator yoke and at the 
edges of the stator teeth. Rotational flux which covers over 60% of the stator as was shown in 
chapter 3, also occurs in the stator yoke, and is a potential source of localized heating from the 
associated core losses. The presence of lamination faults can further accelerate the localized core 
overheating.  
 In literature, work has been done on the detection of lamination faults by only considering 
pulsating flux, this work therefore focusses on lamination faults in a rotating field. This was done 
by FEA modeling and simulation of lamination faults on a rotational core loss test bench. The 
main aim of this work was to provide an understanding of the flux distribution in the core, in the 
presence of a fault. One of the modeled faults was implemented in the samples and the associated 
losses measured at different frequencies. 
4.4.1 FEA model preparation 
The single sheet rotational test rig in [29] was designed to measure rotational core losses in 
a single 200 mm diameter sample using the field metric method. The magnetizing field in this 
setup is provided by two sets of orthogonal windings in each pole arranged in the Halbach array. 
Two sets of B-coils are wrapped around the sample in the x and y directions, and H-coils are 
placed above and below the sample in a 50 by 50 mm measurement area at the center of the 
sample. The measurement of the field quantities averages the material effects with in this 50 by 
50 mm sample measurement area. 
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A 3D model of the test rig is shown in Figure 4-21 with two samples of 0.3556 mm 
thickness each and a spacing of 0.05 mm between them, to account for surface insulation on the 
samples. Non-oriented M15G29 magnetic steel was used for both the poles and the samples, and 
was considered isotropic in this 3D simulation i.e. having the same permeability, magnetic 
coercivity, conductivity and permittivity in all three axes. It is possible to consider an anisotropic 
material with separately defined tensors relative to the coordinate system. However this requires 
material property data in all the axes currently unavailable.  
The poles were modeled as a solid object with a stacking factor of 0.96 in the Z-direction, 
while the sample laminations were individually modeled. This simplifies the model from using 
separate lamination layers for the 20 mm pole depth, which is not only challenging to draw but 
would also have a very dense mesh that requires a lot of memory and processing capabilities. 
Moreover, it also reduces the memory requirement, mesh and required simulation time. 
X and Y phase windings were modeled as copper bars with a height longer than the poles 
to include the height of the end windings. Each bar was assigned a current direction with the 
same number of conductors to model the turns per pole in the setup. This also further reduces 
the simulation time compared to when the end windings and individual number of turns are 
considered. The winding impedance is added in the external circuit. 
In simulation, current type windings are considered and therefore 60 Hz sinusoidal 
currents are directly assigned to the windings. A fine mesh of 2 mm for the samples was sufficient 
 




for both computation and simulation time. Eddy current effects were also enabled in the samples 
to include their effects in the flux distribution in the material. A nonlinear transient solver with a 
time step of 5.2e-4 s was selected for the simulations for one 60 Hz cycle. 
The setup was designed for one lamination, therefore another lamination causes the 
samples to be unsymmetrically centered along the pole depth. Simulations were therefore 
performed to ensure uniform flux density distribution in both samples prior to the fault analysis. 
Flux density along lines on the x and y axes in the middle of each sample, were used for the 
comparison.  
Figure 4-22 shows a comparison of flux density distribution in the lower sample when 
one or two samples are used in the setup for the same magnetizing current. The profile shows 
that the flux density distribution along the sample diameter in the x and y directions is the same, 
only the magnitude of the flux density is different. The magnitude of the flux density with two 
samples reduces by 0.4% from that of one sample for the same magnetizing current, therefore an 
additional sample requires more magnetizing current to achieve the same flux density level 
compared to when one sample is used. 
 A comparison of the flux density distribution in both the upper and lower samples was 
also done to ensure uniformity of the flux density and field intensity in both samples. Simulation 
results in Figure 4-23 showed that the addition of another lamination does not affect the flux 
density uniformity in both samples. Both samples had the same magnitude and distribution of  
 
Figure 4-22:   Comparison of flux density distribution across the lower sample in the x and y directions 
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Figure 4-23:  Comparison of the flux density distribution across the sample in the x and y direction on 
the lower and upper samples 
flux density with no effect of the Z-offset on the second sample. Comparison of H above and 
below both samples also showed no effect of sample stacking. 
4.4.2 Simulation of the fault 
Localized faults were modeled by creating contact between the two lamination samples, 
in the location of the fault. In a physical system, the contact resistance between the laminations is 
a function of the area of contact. This contact resistance was not included in the FEA simulations 
because at the point of fault there is continuity between the laminations. The fault therefore 
assumes the same resistance as the sample, which negates the need to define contact resistance.  
Different positions and sizes of faults as shown in Figure 4-24 were modeled and simulated. A 
20 mm diameter fault, Fault A, was realized on the x and y axes, 30 mm from the middle of the 
sample on the x axis and 70 mm from the middle of the sample on the y axis. This simulates the 
effect of fault position either near or further from the center of the sample. Fault B of 40 mm 
diameter shows the effect of having the fault away from the measurement axes, in addition to 
considering an increase in the fault size, while Fault C of 140 mm diameter shows the effect of the 
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Figure 4-25 shows the flux density distribution in the samples when the flux vector is 
aligned with the x and y axes for the different fault locations and sizes, using the same 
magnetizing current. The top figures, (i) are when the vector is aligned with the x axis, and the 
bottom figures, (ii) are when the vector is aligned with the y axis. Figure 4-25 (a) has no fault and 
shows the flux density distribution across the sample under normal operation. It indicates that 
the flux density is mostly uniform across the sample except at the sample edges, which have lower 
flux density. This is due to the design of the setup. Figure 4-25 (b) and (c) show Fault A in two 
locations and Fault C respectively. 
The presence of a fault causes non-uniform flux density distribution within and around 
the fault area. As the flux vector rotates, these regions of non-uniformity also rotate hence 
affecting the sample area in and around the fault. The size of the sample area affected by the fault 
is also dependent on the magnetization direction and the presence of an adjacent fault as in Figure 
4-25 (b). This can be attributed to the fact that as the magnetization vector rotates, the flux density 
distribution around the fault also rotates, and an interaction between two adjacent faults causes 
a redistribution of the flux within the sample. A large fault as in Figure 4-25 (c) shows the flux 
density distortion with one side of the fault having a higher flux density and the other having a 
lower flux density. 
 
 
Figure 4-24:   Sample with location and size of different faults; Fault A is 20 mm in diameter; Fault B is 
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ii) ii) ii) 
(a) (b) (c) 
Figure 4-25:  Flux density distribution in the sample with the flux vector i) aligned to the – X axis and 
ii) aligned to the Y axis, for; a) No fault in the sample, b) With fault A on the X and Y axis 30 and 40mm 
from the center of the sample, c) With fault aligned to the X axis 
The magnitude of flux density and field intensity across the sample, for all fault cases was 
compared using the extracted quantities in the middle and above the sample respectively. Figure 
4-26 shows the flux density magnitude across the sample diameter in both the x and y axes, at the 
time instant when the magnetizing vector is in the x direction. The no fault condition indicated 
by a blue line in Figure 4-26 provides a reference for all the other cases. Each of the faults show 
unique signatures in the localized flux density plots, which is generally indicated by a lower flux 
density in the position of the fault. 
Fault B, which is not aligned with any axis also shows a distortion in the flux density 
magnitude across the sample, indicating that the fault also alters the flux density distribution in 
the area around it. The observed level of flux distortion is dependent on the size and location of 
the fault with respect to the axes where the flux is measured. For instance Fault A on the x axis in  
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Figure 4-26 (a) shows a larger decrease in the flux magnitude compared to the same fault on the 
y axis in Figure 4-26 (b). 
A comparison of other field quantities; magnetic field intensity on the sample surface and 
current density in the middle of the sample, is shown in Figure 4-27. It was observed that the 
presence of a fault makes no significant difference in the H profile except for a small fault, which  
shows spikes in the field intensity at the edges of the fault as indicated in Figure 4-27 (a). At the 
fault edges, there is a sudden change in the material permeability across the sample which causes 
the field intensity to also suddenly change even for a somewhat smaller change in flux density.  
For larger faults this H peak is evened out over a large area and the spikes are less significant as 
seen with Fault C in Figure 4-27 (a).  
The current density magnitude, which shows the eddy currents on the x axis in the middle 
of the lower sample was also plotted as shown in Figure 4-27 (b). These eddy currents increase in 
the presence of a fault compared to the no fault case. For example, the average current density 
across the sample diameter as in Figure 4-27 (b) with no fault is 12.9 kA/m2 compared to 
40.9 kA/m2, 23 kA/m2, 75.2 kA/m2 for Fault A, Fault B and Fault C respectively. Fault B current 
density is less than Fault A current density because Fault B is not directly on the axis where the 
current density is obtained. The current density plots are obtained on the x-axis with the flux 
vector also on the x-axis.  
  
(a) (b) 
Figure 4-26:  Flux density magnitude in the middle of the lower sample with the flux vector in the – X 















































The numerical results above indicated that the presence of a fault causes a distortion in 
the field distribution, and the current density distribution in the sample. However, ascertaining 
this by measurement with the existing setup is still a challenge, as the field measurement coils 
used average the field quantities over a 50 by 50 mm measurement area. Therefore, only the large 
fault was implemented, whose effect can be observed over the averaged field quantities in the 
measurement area. Implementing the smaller faults would require a more localized approach to 
field quantity acquisition, currently unavailable in the laboratory. 
4.4.3 Experimental measurement 
Four 200 mm diameter samples cut from non-oriented M15G29 samples were prepared 
for measurement. Due to the power limitations of the amplifiers and the current limitations of the 
phase windings, only a maximum of two samples were stacked, and the flux density limited to 
1 T. Two sets of samples were prepared, one with no fault and the other with a fault imposed. 
The fault was imposed by removing the surface insulation as shown in Figure 4-28. 
Twenty turns of B-coils were wrapped around the two sets of two samples each, and 
around only one lamination. This allows comparison of loss measurements for one sample verses 
two samples, and the no fault verses faulted laminations. The H-coils consist of 240 turns 
  
(a) (b) 
Figure 4-27:  Comparison of field quantities across the sample diameter with the magnetization direction 
in the x axis; (a)  Field intensity  magnitude on the sample surface, (b) Current density magnitude in the 


























































wrapped around a former to cover a 50 by 50 mm measurement area, placed above and below 
the samples. 
Figure 4-29 shows the measurement setup, which consists of two amplifiers that provide 
the magnetizing current to the x and y windings. The amplifier input signals are controlled from 
the computer via dSPACE with reference to the measured Bx,y sensor signals. The Bx,y magnitude, 
and phase shift between the Bx and By waveforms is controlled in the dSPACE interface. 
Magnetizing currents were measured to ensure they are limited to less than the 10 A rating. 
Captured Bx,y and Hx,y waveforms in the clockwise(CW) and counterclockwise(CCW) direction 
 
Figure 4-28:  Samples before and after the fault is imposed 
 








were used in post processing to calculate the total core losses at different flux densities and 
frequencies. 
4.4.3.1 One lamination verses two laminations 
The first set of measurements was done to validate the ability of the test bench to measure 
losses using two samples. This was done by comparing the rotational core loss when one and two 
laminations of the same material are used. Figure 4-30 shows that the measured losses at 60 Hz 
with one and two samples is the same. However because of the limitation of the amplifiers the 
maximum achievable B for two laminations is restricted to 1 T. 
4.4.3.2 Faulted verses non faulted laminations 
The measured Bx,y waveforms at 1 T in the CW and CCW direction are shown in Figure 
4-31. The waveforms in both the no fault and fault cases were sinusoidal, because the Bx,y 
magnitude is controlled to ensure rotating flux and the same point of measurement for 
comparison purposes. In addition, the B-coils measure the induced field as an average over the 
entire sample, which makes the localized fault signatures on the B unnoticeable.  
 






















Figure 4-32 shows the Hx and Hy in the CW and CCW directions for both the fault and no 
fault cases. The sample rolling direction was aligned with the x axis hence, the values of Hx were 
lower than the values of Hy. The fault was aligned to the y axis which explains the higher 
distortion in the Hy than the Hx fields. Generally, the faulted cases show a distortion in the H 





Figure 4-31:  Flux density waveforms from the Bx,y sensors for the fault and no fault condition in the 
(a) clockwise and (b) counterclockwise direction 
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The interference from the increased eddy currents in the faulted laminations cause the 
distortion in the measured H. This distortion is dependent on the amount of eddy currents the 





Figure 4-32:  Field intensity from the Hx,y sensors for the fault and no fault condition in the (a) clockwise 
and (b)counterclockwise directions 
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of rotation (CW and CCW). Compared to simulated results, where the field distortion occurs in 
the localized B distribution across the sample, the measured results show the field distortion in 
the measured H. This difference is because the simulation results show localized flux density 
magnitude across the sample diameter, while experiments determine the fields from the induced 
voltage in the B-coils. This induced EMF from the coil, averages the flux density along the length 
of B-coils, hence B fault signatures are not visible. Moreover, the average flux density magnitude 
in the sample is controlled in experimental measurements. The local H measurements on the 
surface of the sample in simulation also shows some fault signatures. The experimentally 
measured H however shows more significant distortion since it is uncontrolled in relation to B 
therefore responds to the presence of a fault. 
Figure 4-33 (a) shows the associated core losses for fault C at 60 Hz. Total rotational core 
losses are often considered an average of the losses in the CW and CCW losses, this reduces the 
errors due to the sensor alignment. The average losses of the faulted case were higher than the no 
fault case albeit by a 5% difference. The magnitude and effect of the fault on core losses is 
dependent on the increased eddy currents, which increase with the number of faulted laminations 
and the operating frequency. An investigation of a larger number of laminations and higher 
frequencies is required for further verification. Due to limitations of the power supply and phase 
windings, more number of laminations was not considered. However, the effect of frequency was 
investigated as presented in the next section. 
4.4.3.3 Higher frequency 
Eddy currents increase with frequency therefore measurements were done at higher 
frequencies. Core losses at two frequencies, 400 Hz and 1 kHz are shown in Figure 4-33 (b) as an 
average of the CW and CCW measurements. The maximum flux density reached in both cases 
was determined by the limitations of the measurement system.  
Compared to the 60 Hz measurement, the difference between the no fault and faulted 
cases increases with frequency even when only two faulted laminations are considered. For 
example as shown in Figure 4-33 (a) and (b) at 0.6 T, for 60 Hz the faulted laminations have 4% 
more core loss, at 400 Hz they increase to 6% and 1 kHz to 9% compared to their respective no 
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fault cases. In the real machine this fault can involve an entire packet of over 50 laminations 
stacked together, the increase in core loss would be significant even if the fault size is not as large 
as implemented in the sample. 
4.4.4 Conclusion 
Lamination faults in large machines if unattended can lead to the core melting. The 
location of these faults in the machine occurs in the stator yoke where there is rotational flux. This 
section presented an analysis of the effect of lamination faults on rotational flux and rotational 
core losses. 
Several faults were simulated and one fault implemented in lamination samples. The 
measured core losses showed a 5% increase in the core losses at 60 Hz when only two laminations 
were shorted. Typically the losses increased with an increase in frequency. More importantly, the 
measured field quantities in the presence of a fault were distorted compared to the case without 
a fault. Further analysis and quantification of this characteristic can be explored to develop a 
lamination fault detection tool that can be used in a real machine. 
4.5 Summary 
The design process of a rotational flux magnetizer has been presented. Simulation results 
for the flux density distribution in the magnetizer and sample with different variation of the 
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magnetizer dimensions and parameters were shown. These included the winding pattern, 
magnetizer yoke depth and sample diameter. A final design was chosen based on the large 
sample measurement area. 
The final design was prototyped and a set-up to measure core losses in circular samples using 
the fieldmetric method. Measurements were performed for several frequencies, flux densities and 
aspect ratios. Moreover, low frequency measurements (at 10 Hz) were used for loss separation. 
The effect of size and position of faults on the rotating flux density was examined using 
numerical simulations. Results showed that the presence of the fault causes non uniform 
distribution of B in the sample depending on the size and location of the fault. In addition the 
area around the fault was also affected by the fault size and magnetization direction.  
Implementation of the fault on real laminations revealed higher losses for the faulted 
laminations compared to the no fault laminations, even for only two faulted laminations. 
Furthermore, the measured magnetic field intensity waveforms in the presence of a fault were 





Chapter 5 :  Core Loss Estimation 
and Flux density Control 
Core losses in machines are typically estimated using two main methods; analytical models 
whose coefficients are obtained from measured core losses, and curve fitting of measured data. 
Both techniques are applied to complex machine flux density distributions to estimate the total 
machine core losses, and have been used in several machine design software. However, these 
methods are dependent on the availability of measured soft magnetic material data.  
For lack of measured rotational core loss data, rotational core losses have not been accounted 
for in machine core loss estimation. Therefore in this chapter, using the measured rotational core 
losses in chapter 4, a method is proposed to estimate the total core losses in the machine including 
the rotational core loss component. Moreover, the method considers both sinusoidal and non-
sinusoidal flux density as in the machine. 
To facilitate the calculation of core losses using non-sinusoidal rotational core loss 
measurements, a flux density waveform controller is designed and implemented. In addition, this 
waveform controller is also used to maintain sinusoidal flux density waveforms in the sample at 
saturation. Simulation and experimental results of the controller performance are also presented. 
5.1 Core loss estimation 
The core loss measurements on M19G29 soft magnetic material in chapter 4 were used for 
core loss estimation in this section. The 60 Hz measured data at different sinusoidal flux densities 
and aspect ratios was post processed to compute losses for purely sinusoidal flux densities and 
later extended to non-sinusoidal flux density. 
5.1.1 Sinusoidal ﬂux density core loss estimation 
As previously shown, the flux density and aspect ratio distribution in the stator core is 
non-uniform. Additionally, measured data is only available for some discrete flux densities and 
aspect ratios, which are inadequate to calculate the losses everywhere in the machine. As a result, 
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a polynomial surface fit of the measured sinusoidal rotational data is defined to allow the loss 
calculation at any arbitrary flux density and aspect ratio. 
Figure 5-1 (a) shows the fitted rotational core loss surface, with the black dots indicating 
the measured losses. The goodness of the fit is defined by R-squared = 0.9972, sum of squares due 
to error (SSE) = 0.9852 and root mean squared error (RMSE) = 0.09023. A visual representation of 
the goodness fit is shown in Figure 5-1 (b), which indicates the fit within an error of 15%, at mostly 
high flux densities. For realistic combinations of flux density and aspect ratio present in the 
machine, the error is within 5% thus the surface fit is sufficient for core loss estimation. 
This loss surface was used to compute the losses in each stator mesh element using their 
respective combination of the peak flux density magnitude and aspect ratio. Pulsating losses were 
also calculated using the loss surface with R = 0. This approach was used to calculate losses in the 
machine stator at no and full load operating conditions. In addition, the loss surface was also 
used to calculate the stator core losses for the different machine designs presented in chapter 3. 
5.1.1.1 No load and full load 
Loss separation in large synchronous machines is based on the assumption that the core 
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voltage and at full load, the output rms voltage is the same, hence the assumption that the flux 
density in the machine at both operating points is the same. However this is not the case as shown 
by the flux density waveforms at different points of the machine in Figure 5-2, where the 
waveforms are different in both operating conditions. The flux density waveforms were extracted 
from the same points and same time steps in the stator after no load and full load simulations. A 
comparison of the waveforms indicates different operating points on the material BH curve. This 
is shown by the difference in the maximum flux density at both operating conditions. 
Changing the operating point on the material BH curve affects both the shape and 
magnitude of the localized flux density and hence the aspect ratio. Moreover, full load operation 
induces some harmonics, and includes armature reaction which further affect the flux density 
shape and magnitude in the machine stator as shown in Table 5-1. For instance, the flux density 
fundamental peak at the tooth is 1.48 T for no load and 1.87 T at the same point for full load. 
Furthermore, for the back of the tooth, the flux density fundamental peak does not only change 
but so does the aspect ratio from 0.66 to 0.8. Consequently, the associated core losses in the no 
load and full load operating conditions will be different. A loss increase of over 50% was obtained 
when the calculated stator losses from no load to full load were compared, including both the 
pulsating and rotational components. 
The rotational core loss surface fit was applied to calculate the stator losses in each mesh 
element, by considering only the fundamental flux density component from the extracted stator 
mesh flux density. This was done at both no load and full load, and the total losses obtained as a 
   
(a) (b) (c) 
Figure 5-2:  Flux density plot at no load and full load for (a) Point 1: Tooth; (b) Point 2: Back of the tooth; 
(c) Point 3: Back of the slot 







































































sum of each mesh loss as shown in Table 5-1. Pulsating losses were calculated assuming all R = 0 
in the loss surface fit. This reduces the surface to a line, which is a function of flux density 
magnitude with a constant R= 0. 
Table 5-1 also shows that including the rotational component increases the losses by 11% 
in both the no load and full load operating conditions of this machine. Rotational core losses at 
any frequency are a function of the flux density magnitude and aspect ratio, which are also 
dependent on the machine design and operating point as was shown in chapter 3. Therefore, in 
the next subsection a comparison of the core losses in the different machine designs of section 3.4 
are presented. 
Table 5-1  No load and full load flux density and core loss 
  Bx (T) By (T) R 
Core Losses (kW) 
Pulsating Rotational 
No Load 




1.21 0.81 0.66 
Slot 
Back 
0.53 0.82 0.59 
Full Load 




1.18 0.94 0.80 
Slot 
Back 
0.68 1.11 0.61 
       
5.1.1.2 Calculation in diﬀerent machines  
The core loss estimation approach presented in section 5.1.1.1 was used to calculate the 
core losses of the different machine designs presented in section 3.4. The machines have different 
stator and rotor material properties as shown in Figure 5-3 and Figure 5-4 respectively. This 
difference in material properties, together with the different machine ratings and geometry result 
in different core losses. However for comparison purposes, and for lack of stator material samples 
to measure the rotational core losses, the same measured rotational core loss data of M19G29 steel 





Figure 5-4:   Measured rotor material properties at 60 Hz; (a) BH curve, (b) Core losses 
Figure 5-5 shows the aspect ratio, flux density and the associated core losses plotted on a 
radial line along the stator core, from the stator tooth to the stator yoke. Along the tooth, the 
aspect ratio is low, less than 0.1 and peaks at the tooth back as shown in Figure 5-5 (a). Towards 
the end of the stator yoke, the aspect reduces to less than 0.1 again. Flux density distribution along 
the stator tooth length is high and reduces towards the end of the yoke length.  
Figure 5-5 (b) shows the calculated core losses; pulsating and rotating losses using the 
surface fit defined in the previous section. All machines have the same core losses in the stator 
tooth, where the aspect ratio is less than 0.1. In the yoke where the aspect ratio is high, the 













































































































































































































































































































































Figure 5-5:  Comparison of machines with data from the stator radial line through the tooth to the yoke, 
for (i) Machine 1, (ii) Machine 2, (iii) Machine 3, (iv) Machine 4 where (a) Flux density and Aspect ratio 
distribution, (b) Core losses, pulsating and rotational core losses distribution 
 
101 
Figure 5-5 (a) (ii) shows that the aspect ratio along the stator length in Machine 2 slowly 
reduces after peaking, compared to other machines. This is consistent with the aspect ratio plots 
previously shown in section 3.4. The flux density magnitude in this machine along the same radial 
line is higher in the tooth but much lower in the yoke compared to other machines. This 
distribution of aspect ratio and flux density in Machine 2 can be attributed to its large stator yoke. 
A combination of the flux density magnitude and higher aspect ratio result in the core losses in 
Figure 5-5 (b) (ii), where including the rotational component shows an increase in the rotational 
losses. This increase aggregates to 17% in the entire stator as shown in Table 5-2. 
Table 5-2 shows the total core losses in the stator of each machine with and without the 
rotational component. The increase in core losses in each machine is a combination of the machine 
dimensions, aspect ratio and flux density distribution. From the dimensions in Table 3-2, Machine 
2 had the largest stator yoke, which increases the aspect ratio and hence the 17% increase in core 
losses. Machine 3 and 4 have the longest tooth length, which indicates high flux density over the 
long tooth length, resulting in an increase in the losses. In addition, Machine 3 with a longer yoke 
which increases the aspect ratio compared to Machine 4, has a 13% increase in rotational losses. 
Machine 1 with almost the same tooth and yoke length has an 11% increase in the losses as a 
result of the flux density and aspect ratio distribution. 
Results from the different machines indicate that the percentage increase in core losses is 
machine design dependent; specifically the stator dimensions. Different dimensions of a machine 
for the same excitation current result in a different flux density and aspect ratio distribution.  
Table 5-2  Stator core loss calculation in different machine designs 
  Machine 1 Machine 2 Machine 3 Machine 4 
Stator 
Pulsating (kW) 26.196 68.464 172.008 94.088 
Rotational (kW) 29.116 80.244 193.836 104.116 
Percentage increase in loss 11% 17% 13% 11% 
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Although the different machines designs above use different excitation currents for rated open 
circuit voltage, the effect of stator dimensions on the core losses is apparent. This was shown in 
the relative difference in the tooth to yoke length ratio among the machines in section 3.4.  
The results presented in this section are mainly comparative, therefore the same stator 
material, M19G29 steel, was used for each machine. However the same approach can be applied 
to calculate the actual total core losses in each machine, using the rotational core losses for each 
stator material. 
5.1.2 Non-sinusoidal flux density core loss estimation 
Core loss estimation presented in the previous section assumes only sinusoidal flux 
densities, since only the fundamental component is considered. However as alluded to, flux 
density in the machine stator is not only rotational but also non-sinusoidal, therefore the non-
sinusoidal component needs to be accounted for. In this section, the non-sinusoidal component 
is measured and a method proposed to account for the non-sinusoidal component in the 
rotational core loss calculation. 
5.1.2.1 Method of measurement 
The Epstein frame based test setup in [12] was used to measure the extracted non-
sinusoidal Bx and By waveforms. The FEA flux density waveforms are converted to an exciting 
voltage signal, and via dSPACE used as inputs to the linear amplifier, which produces a power 
signal to excite the Epstein frame. Losses were obtained by computing the area of the captured 
BH loop, and verified with power losses measured with the power meter. The same soft magnetic 
material, M19G29 steel with 16 lamination strips were used in the Esptein frame for core loss 
measurement. 
Figure 5-6 (a) shows the flux density waveforms extracted from the stator tooth back at 
no load with aspect ratio of 0.66. Figure 5-6 (b) and Figure 5-6 (c) show the measured flux density 
waveforms, which are the same as those obtained from FEA. The setup was capable of replicating 
the non-sinusoidal FEA flux density waveforms, therefore was used to measure core losses with 
different flux density magnitudes and aspect ratios.  
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Other waveforms in the stator tooth and the back of the tooth at full load, were also 
measured. These measured losses were used in the next section to validate a time domain non-
sinusoidal core loss prediction model, which is applied in non-sinusoidal rotational core loss 
calculation. 
5.1.2.2  Core loss calculation 
The Epstein measured non-sinusoidal data in the previous section was used to validate 







Figure 5-6:  Non-sinusoidal waveforms; (a) Flux density waveforms from FEA, (b) Measured Bx 
waveform, (c) Measured By waveform 
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sinusoidal waveforms shown in Figure 5-7. The coefficients of this model were determined using 
the technique presented in [94]. The time domain model was able to precisely predict core losses 
of non-sinusoidal flux density waveforms within an error of less than 9% for the predicted loss in 
Figure 5-7 (a). The other non-sinusoidal waveform core loss predictions had an error of less than 
3%  
To account for both the non-sinusoidal and rotational components, the two sets of 
experimental results; pulsating non-sinusoidal measurements in section 5.1.2.1 and rotational 






Figure 5-7:   Estimation of the non-sinusoidal core loss components at (a) point 1: middle of the tooth Bx, 














































































]    5.1 
where r is the ratio of rotating loss to pulsating loss determined from the previously measured 
rotational loss data, it varies with aspect ratio and flux density. B, α, Kh, and Ke, are the flux density, 
the Steinmetz coefficient, the hysteresis and the eddy current coefficients respectively, which are 
unique for x and y and vary with frequency and flux density, f is the frequency and T is the period 
of the waveform.  
In (5.1), the non-sinusoidal loss component is obtained using the time domain part and 
the rotational component is included using the variable coefficient r. The coefficient r is a function 
of aspect ratio and flux density, which can be obtained for any material with measured rotational 
core losses. This coefficient can be used to calculate the rotational losses of a material only from 
its pulsating core losses. 
Table 5-3 shows the measured sinusoidal equivalent pulsating core losses, measured core 
losses for the non-sinusoidal waveforms from the back of the stator tooth at no load, and the total 
core losses, which include both the non-sinusoidal and rotational loss components using 
equation (5.1) for different flux densities. Only flux density waveforms at the back of the tooth 
are considered because as shown in Table 5-1, the aspect ratio only changes at that point in the 
no load and full load operation.  
The flux density in Table 5-3 is obtained as a magnitude of the Bx and By waveforms. 
Varying the flux density peaks of the Bx and By waveforms gives different aspect ratios and flux 
density magnitudes. This enables the calculation of the associated total core losses using (5.1), for 
different combinations of flux density and aspect ratio. The sinusoidal pulsating loss in Table 5-3 
is a sum of the measured fundamental components of the Bx and By waveforms. 
The non-sinusoidal loss in Table 5-3 was found as a sum of the measured losses for the 
respective Bx and By non-sinusoidal waveforms. For some of the measured waveforms at 1.46 T 
and 1.59 T, the pulsating sinusoidal core losses were higher than the non-sinusoidal losses. This 
is mainly because the fundamental component of the measured non-sinusoidal waveform was  
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 [T] W/Kg W/Kg W/Kg 
0.53 1.07 1.75 1.81 2.46 
0.53 1.28 2.47 2.49 3.22 
0.57 1.20 2.18 2.22 2.99 
0.61 1.33 2.66 2.65 3.49 
0.64 1.46 3.31 3.17 4.03 
0.67 1.59 4.02 3.72 4.49 
higher than the peak of the non-sinusoidal waveforms, which results into higher losses. The total 
core losses in Table 5-3 include both the non-sinusoidal and rotational core loss components. 
These total losses were significantly higher (12-40% higher) than just considering the pulsating 
component, for the flux density waveforms and aspect ratios assessed. 
The conclusions from this section indicate that in calculation of core losses in machines, it 
is required to account for both the non-sinusoidal and rotational core loss components 
simultaneously. The challenge to this, is the ability to experimentally quantify both the rotational 
and non-sinusoidal components simultaneously, by only using non-sinusoidal rotational 
measured data. This requires the implementation of flux density waveform control in the 
rotational core loss test bench, typically with feedback control. The following section therefore 
presents the implementation of feedback control in the rotational core loss measurement test 
bench  
5.2 Flux density waveform control 
Rotational core losses are often measured using sinusoidal excitation waveforms at 
different aspect ratios. Most measurement systems operate in the open loop therefore, at high 
flux densities the measured waveforms are distorted and non-sinusoidal due to material 
saturation. This is caused by the non-linearity of both the sample and test rig material at high flux 
density, which is also a function of the type of test rig used. Additionally, non-sinusoidal 
waveforms cannot be implemented in the open loop operation. Therefore, different closed loop 
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techniques have been used to maintain sinusoidal flux density waveforms at high flux densities, 
and in some cases used to measure specific non-sinusoidal waveforms.  
The challenge to controlling the waveform lies in the fact that the system is non-linear and 
its transfer function changes with the point being measured, level of flux density and frequency. 
This is further complicated by the flux path, which is completed through the test rig, thus 
contributing to the non-linearities, especially at high flux densities. Therefore an adaptive 
controller is required to control the flux density waveform particularly at high flux densities when 
the material starts to saturate. 
In [95] an adaptive proportional controller is proposed to maintain a sinusoidal field (H 
or B). This was done by compensating for the harmonics using Fourier analysis on the error 
signal, modifying the phase harmonics and performing an inverse Fourier transform, all of which 
require a lot of processing time, and therefore has a large convergence time. A combination of 
analog and digital control is applied in [96], where the digital control is done for the flux density 
phase, frequency and amplitude control, and the analog control is done for the waveform shape. 
In [97] and [98], a comparison of analog and digital flux density waveform controllers were 
presented for pulsating measurements. Digital controllers were preferred for their versatility.  
Other methods are reported in [99], [100] and [101] all using digital control with digital 
low pass filters and isolating transformers to remove any dc components from the controller 
output. The methods also use Fourier analysis to compensate for the waveform harmonics. Low 
pass filters create flux density level and frequency dependent phase shifts, which make the phase 
shift compensation difficult. In addition, real time Fourier analysis and processing of the 
waveforms is processor intensive and the success of the method depends on accurate 
compensation of not only the harmonic magnitudes but also their phases. 
In this section, waveform control is implemented using a proportional and integral (PI) 
controller in the DQ frame. This concept has been successfully used in the vector control of 
electrical machines, therefore was adapted for the waveform control in rotational flux density 
measurements. The DQ frame control eliminates the need for low pass filters and isolators as the 
output can never contain a dc component. Moreover, the need for Fourier analysis and harmonic 
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compensation in real time is eliminated. This makes the control simple but robust enough to 
achieve sinusoidal waveforms at high flux densities, and measure desired non-sinusoidal 
waveforms. Owing to the highly non-linear system, whose transfer function changes with the 
level of flux density and frequency measured, the PI gains are appropriately tuned before results 
are captured. 
The details on the DQ modelling for the test set-up, the control block diagram, simulation 
and experimental results are presented below. Experimental results for both controlled sinusoidal 
waveforms at high frequencies and non-sinusoidal waveforms are also shown. 
5.2.1 DQ equivalent for the measurement set up 
The dq transformation is a space vector transformation of three phase quantities (currents 
or voltages) from a stationary coordinate system to a rotating coordinate system. Figure 5-8 shows 
the schematic of the transform steps from the stationary 3phase reference frame (ABC) to the two-
axis orthogonal stationary frame (αβ), and finally to the rotating frame (dq). This transformation 
is commonly used in the vector control of permanent magnet synchronous machines and 
induction machines. 
This transform was adopted and adapted for the design and implementation of a 
controller for the rotational core loss measurement set up. Waveform control in the dq frame is 
not only easier as the components are dc voltages therefore a simple PI controller can be used, 
but also for this setup the dq frame ensures that dc components are not provided as inputs to the 
   
(a) (b) (c) 
Figure 5-8:   DQ transformation stages (a) 3 phase symmetrical system (ABC), (b) Clarke transform from 



















amplifier. Therefore no need for digital low pass filters and transformer isolators. Moreover, the 
fieldmetric method used in this setup relies on the rate of change of flux to measure the field 
quantities therefore, only AC fields can be measured. Any DC field components in the system 
would consequently not be measured, which can cause instability in the feedback loop, saturation 
in the material and over loading of the amplifiers even at low flux densities. 
Figure 5-9 shows the schematic of how the dq transform is adapted for the rotational core 
loss test set up. The setup is already a two phase orthogonal system, therefore vα = vx, vβ = vy, 
which neglects the use of the Clarke transform. The vx and vy phase voltages are thus directly 
converted to dq voltages in Figure 5-9 using equation (5.2) and its inverse in equation (5.3) 
𝑢𝑑 = 𝑣𝑥 𝑐𝑜𝑠(𝜃) + 𝑣𝑦 𝑠𝑖𝑛(𝜃) 
    𝑢𝑞 = −𝑣𝑥 𝑠𝑖𝑛(𝜃) + 𝑣𝑦 𝑐𝑜𝑠(𝜃) 
5.2 
𝑣𝑥 = 𝑢𝑑 𝑐𝑜𝑠(𝜃) − 𝑢𝑞 𝑠𝑖𝑛(𝜃) 
𝑣𝑦 = 𝑢𝑑 𝑠𝑖𝑛(𝜃) + 𝑢𝑞 𝑐𝑜𝑠(𝜃) 
5.3 
where ud and uq are the dq voltages, vx and vy are the winding voltages in the ABC frame, and θ 
is the rotation angle. These dq voltages are used in the feedback control loop using a PI controller 
for waveform control. In the next section the closed loop block diagram is presented together 
with some simulation and experimental results. 
  
(a) (b) 
Figure 5-9:   DQ transformation for the rotational test setup (a) 2 phase rotational flux system, (b) DQ 











5.2.2 Feedback loop 
Figure 5-10 shows the block diagram of the feedback control implemented with a PI 
controller in the dq frame. The proportional and integral gains were tuned to follow the reference 
with in an error of 2% at maximum flux density. Reference signals for phase x and phase y are 
generated and converted into dq signals, which are inverted back to vx and vy after the PI 
controllers. The real time controller, dSPACE in this case, converts this digital signal into an 
analog signal that is amplified to a power signal to magnetize the test rig. The feedback signal is 
obtained from the B-coils, converted into the dq frame and compared to the reference signal. 
The phases are independently controlled as each phase has its own PI controller, one for 
ud, which is linked to phase x and the other for uq, which is linked to phase y. This is important 
as the material characteristics in the sample are anisotropic along the rolling and transverse 
direction even for a non-oriented material. Therefore the design of the controller is different for 
the two phases. 
5.2.2.1 Simulation results 
The test rig and sample is a difficult problem to model as a transfer function because of 
the flux leakage between the rig and sample, the sample anisotropy based on the rolling direction, 
coupling between the x and y phases, and material saturation. Therefore in simulation, a simple 
approximation of the system is modeled with a first order transfer function and a look up table 
of M19G29 magnetizing curve data in the x and y axes respectively.  
Figure 5-11 shows the simulation diagram for the feedback loop, where the transfer 
function and look up tables which indicate the plant are shown in blue, the dq transformations in 
 




















green, the flux density peak for both phases in red and the scope to compare the output and 
reference in pink. Also included are the saturation blocks to limit the output, dSPACE gains for 
the conversion and the B-coils constant.  
A fixed step continuous solver of eighth order accuracy is used for simulation with a time 
step of 16 μs. The time step was later adjusted to enable program execution in real-time without 
overruns. The angle of rotation, θ = ωt is generated together with the reference waveforms, and 
also used in the dq transformations as shown in equations (5.2) and (5.3). The flux density peak 
can be varied as desired, and different flux density harmonics can also be added to the phases 
independently. This enables core loss measurement of arbitrary waveforms.  
The simulation results are shown in Figure 5-12 when the flux density peak is increased 
from 0 to 1 T, then to 1.5 T and finally to 2 T. This examines the controller’s ability to respond to 
a change in the reference. Moreover, it also enables the testing of the proportional and integral 
gains. The corresponding error between the reference and the feedback Bx and By waveforms was 
determined as also shown in Figure 5-12. The largest error was 2% in both the Bx and By 
waveforms at 2 T, at lower flux densities the error was less than 1%. 
In the next section, this closed loop is implemented in the rotational core loss test 
measurement. The proportional and integral gains on both phases were appropriately tuned to 
suit the magnetic circuit, and also function during material saturation at high flux densities.  
 
 
Figure 5-11:  Simulation diagram of the feedback loop for waveform control 
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5.2.2.2 Experimental results 
Figure 5-13 shows a comparison of the reference and sample B-coil sinusoidal voltages at 
high flux densities of 1.7 T and 1.9 T. The controller is able to follow the reference within the flux 
density voltage standard form factor of 1.11, even at high flux densities when the material is 
saturating. For lower flux densities, the controller reproduces the reference therefore only high 
flux density results are presented. When this voltage is integrated and multiplied by the coil 
constant, the resulting flux density waveform is a pure sinusoid. 
Non-sinusoidal waveforms were also tested, 3rd and 5th harmonics of 20% in both phases. 
Figure 5-14 shows the experimental results for peak flux densities of 1.2 T for the 3rd harmonic, 
and 1 T for the 5th harmonic. The results show that the output waveform can be controlled within 
an error of less than 2%. It is possible to achieve better accuracy by appropriately tuning the 
proportional and integral gains. Future work in this aspect of control would focus on adaptive 
tuning of the control PI gains or changing the type of controller. 
  
(a) (b) 




In this chapter, a method to estimate core losses in the stator of a hydro generator was 
presented, which was done assuming sinusoidal flux density waveforms. This was applied to 
calculate and compare the core losses in the stator of the machine at no load and full load. A 50% 
increase in the core loss was obtained from the no load to the full load operation. Including the 
rotational component increased the losses by 11% from only considering the pulsating loss. This 
method was also applied to other machine designs which validated the results in section 3.4, 
emphasizing that the distribution of rotational flux and losses is geometry dependent.  
  
(a) (b) 
Figure 5-13:  Comparison of the sinusoidal reference and measured B-coil voltages for different flux 
densities ; (a) at 1.7 T, (b) at 1.9 T 
  
(a) (b) 
Figure 5-14:  Comparison of the non-sinusoidal reference and measured B-coil voltages for different flux 



































































































The loss estimation method was also extended to include non-sinusoidal flux that exists in 
machine. The non-sinusoidal waveforms used were FEA flux density waveforms from the back 
of the stator tooth. This was done using the measured rotational and pulsating core loss data, 
where the pulsating data was used to account for the non-sinusoidal component. Pulsating data 
was used for lack of measured non-sinusoidal flux density rotational data. As a result, a feedback 
controller was designed and implemented to measure rotational losses with non-sinusoidal flux 
density. 
The controller sufficiently reproduced the sinusoidal waveforms at high flux density, and 











Chapter 6 :  Generator Winding  
Pattern Design 
FEA modeling accords the ability to analyze diﬀerent machine phenomena, predict machine 
behavior and understand machine response in certain operating conditions. This chapter 
discusses the analysis of a generator winding pattern for refurbishment purposes. 
6.1 Generator winding refurbishment 
Generators which have been online for over 20 years often require upgrades in the form of 
uprating or refurbishment. Both types of upgrades require changing one or more aspects of the 
machine such as, changing the stator core to a higher permeability lower loss material, 
reinsulating the rotor windings, rewinding of the stator, changing the stator frame and/or rotor 
rim, increasing the turbine rating, increasing the operating temperature, replacement of the 
exciter system, increasing the exciter current among others. The main objectives of the upgrades 
are to increase the life time, reduce maintenance or increase the rating of the machine. 
Uprating is defined as when machine components are replaced or improved specifically to 
increase the generator power output without compromising the machine life time. In [102] a 
comprehensive methodology for hydro generator uprating was presented starting from the 
assessment of the unit’s condition. Refurbishment is defined as the modernization of the 
generator by replacing parts or sections of the machine with better materials or designs, resulting 
to higher eﬃciency, increased life expectancy, reduced labor intensive maintenance and 
sometimes an increase in the machine output [103].  
In [104], changing the rotor winding increased the power output by 10%, and in [105] stray 
losses were controlled by stator coil transposition to reduce circulating currents and the use of 
non-magnetic wedges. Some changes in the machine are also to reduce noise, vibration and 
overheating which can have diverse eﬀects on the machine operation and performance. However 
before any changes are made, multi physics and economic analyses are required to determine the 
feasibility of the proposed solution. 
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Evaluation of design changes initially start with analytical models, which are followed by 
more detailed numerical simulations to the extent at which a phenomenon can be modeled. 
Analytical approaches have been used in large synchronous machines to predict air gap ﬂux 
density [106] and open circuit voltage [107], armature and damper bar MMF harmonics in [108] 
and [109], all with acceptable accuracy. Analytical methods however are still deﬁcient in 
prediction because they use several assumptions for simplicity, some characteristics like the eﬀect 
of material saturation, eddy currents and some machine dimensions are ignored, all of which 
significantly aﬀect the outcome. 
Common uprates and refurbishments are done on stator windings, which are replaced with 
better insulated coils and stranded conductors to reduce eddy currents, or with windings 
designed to reduce copper losses and harmonics [110]. In the refurbishment of a 32.5 MVA hydro 
generator, the stator core design was maintained and a new winding pattern was proposed. For 
any fractional slot windings with 𝒂
𝒃
𝒄
 slots per pole per phase, several balanced winding patterns 
exist provided both b and (c-b) are greater than one [111]. The final choice for a winding pattern 
is then based on the winding pattern with the least noise and vibration.  
This section therefore numerically analyses, the inﬂuence of changing the stator winding 
pattern by comparing the air gap ﬂux density space harmonics, and the air gap electromagnetic 
forces in both the new and old winding patterns. Emphasis is on the low frequency harmonics 
around the natural frequencies of the machine. The generator modeling and validation procedure 
used is the same as discussed in Chapter 2, therefore the modeling and validation details are not 
repeated in this chapter. A recommendation of the winding pattern is given based on the results 
from the numerical analysis.  
6.2 Generator modelling and validation 
Machine 2 with speciﬁcations repeated in Table 6-1 was modelled in 2D FEA. The slots 
per pole per phase for this machine is 2
2
17
, therefore a minimum of 17 poles is required to model 
this machine according to its magnetic and winding symmetry, which reduces the model to 
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quarter of the machine. This was done by applying the appropriate master and slave boundary 
conditions on the edges of the model. 
Nonlinear transient, time stepped simulations with a time step of 36 μs was selected for 
the simulations using a ﬁne model mesh totaling to 275945 elements. External circuits were used 
to impose a load on the machine, include per phase end winding impedances and per pole 
equivalent damper bar impedances. Comparison of the effect of changing winding patterns is 
only effective in the loaded condition, therefore all simulations are executed in the loaded 
condition based on the available measured data. Due to the turbine limitations, the only available 
measured data is at no load and 86% of the rated load. Thus, all the simulations were limited to 
these two operating conditions. 
Figure 6-1 shows the simulated 2D model, ﬂux density distribution and ﬂux lines at 86% 
of the rated load, which indicates a large percentage of the stator yoke has ﬂux density less than 
0.4 T. This FEA machine model was validated using measured air gap ﬂux data at both no load 
and 86% of the rated load as shown Figure 6-2. Comparison of the simulated and measured air 
gap ﬂux density showed good agreement at both operating points, therefore validating the FEA 
model. 
Table 6-1  Machine speciﬁcations 
Power 32.5 MVA 
Voltage 13.2 kV 
Power factor 0.8 
Rated current 1.422 kA 
Speed 105.9 rpm 
Number of poles 68 
Number of slots 432 
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6.3  Change in pattern winding 
The old winding pattern of this 32.5 MVA generator is as shown in Figure 6-3 (a). For 
refurbishment, the refurbishing company recommended the new winding pattern shown in 
Figure 6-3 (b), based on their in house winding standard. Changing the winding pattern oﬀers 
many advantages but also has the potential to increase the noise and vibration in the machine. As 








Figure 6-2:  Comparison of the measured and simulated air gap flux density at (a) no load and (b) 86% 












































This section therefore compares the machine performance with the two winding patterns, 
specifically the air gap flux and electromagnetic forces in the air gap. Emphasis is on the low 
frequency harmonics around the natural frequencies of the machine core, which are the source of 
noise and vibration in the machine. 
6.3.1 Natural frequency of the core 
In normal machine operation, exciting the natural frequencies causes acoustic noise and 
vibrations. The natural frequency of the machine can be calculated either analytically or 
numerically. In the analytical approach presented in [112], only the stator core is considered in 
the natural frequency calculation, the stator frame and end windings of the machine are not 
included. Conversely, determining natural frequencies numerically can include the stator, and 
the effect of both the stator frame and stator core. Including more components in the natural 
frequency calculations yields higher natural frequencies. 
In [113] analytically and numerically computed natural frequencies and mode shapes of 
a 120 MVA hydro generator were concurrent. Using the same numerical approach, Figure 6-4 
shows the numerically calculated natural frequencies of the 32 MVA machine core with their 
corresponding mode shapes. The frequencies increase if the natural frequency is recalculated 
considering the generator frame. 
For this machine, the slots per pole per phase is 2
2
17
 which means the magnetic symmetry 
repeats after 17 poles, therefore the mode for this machine is 
68
17





Figure 6-3:  Machine stator winding patterns; (a) Old winding  pattern  (b) New winding  pattern 






























































































































































































































































































corresponds to a natural frequency of 26 Hz and the other probable modes are 4-10 with natural 
frequencies in the range less than 200 Hz. Thus, in the change in winding pattern analysis, focus 
is on harmonics in the frequency range less than 200 Hz, with magnitudes greater than 1%.  
6.3.2 Armature MMF 
The armature MMF of the hydro generator can be determined analytically or graphically 
[114]. Analytically involves calculating the MMF as a sum of all three phases using equation (6.1) 
from [115] 
𝜃 =  𝑖𝑎 ∑ ?̂?𝑛sin (𝑛𝑝𝛼)
∞
𝑛=1,3,5…..













𝑖𝑎 = 𝐼 cos(𝜔𝑡),      𝑖𝑏 = 𝐼 cos (𝜔𝑡 −
2𝜋
3
),   𝑖𝑐 = 𝐼 cos (𝑤𝑡 −
4𝜋
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where θ is the armature MMF, p is the number of pole pairs, n the harmonic order, α is angle in 
mechanical degrees, Ns is the number of turns per slot, kd is the distribution factor, kp is the pitch 
 































factor and ks is the slot skewing factor. Figure 6-5 shows the analytically calculated MMFs using 
both winding patterns normalized to the old pattern winding fundamental of 9642 AT.  
The magnitude of the fundamental component and the slot passing frequency in both 
windings was similar as expected. This is because the number of slots per pole per phase is 
unchanged. The slot passing frequency of 762.35 Hz was calculated using equation (6.2) 
± 6.2 
where fspf_n is slot passing frequency for any nth harmonic, f is the fundamental frequency, n is the 
harmonic order, Nslot is the number of stator slots, p is the number of pole pairs. However, the 
harmonics of the new pattern winding were higher than the old pattern winding especially at 
21.18 Hz in both the clockwise and counter clockwise direction, each are twice that of the old 
pattern winding. This difference is significant especially at this frequency, which is close to the 
mode 4 natural frequency of the machine. 
At 44.21 Hz, the old pattern winding harmonic rotating in the counterclockwise direction 





















































































































































to the mode 6 natural frequency of the machine. However, because this is a mode 4 machine, 
reducing the 21.18 Hz component is priority, an advantage the old pattern winding seems to offer. 
Although the analytically generated MMF gives some of the dominant harmonics, the 
inﬂuence of the slot width, the direction and magnitude of current ﬂow in each slot per phase, on 
the winding pattern is not considered. In this case, the graphical method which accounts for them 
presents an advantage over the analytical method [114]. The graphical method however can be 
laborious for large diameter machines with many slots per phase. 
Furthermore, it is difficult to isolate the armature MMF in numerical simulations when 
the machine is operated as a generator. Nonetheless, the numerically obtained air gap flux density 
at a point and in space carries information on all the available harmonics. Therefore numerical 
analysis will be done on the air gap flux at 86% rated load. 
6.3.3 Air gap ﬂux density 
The air gap flux density of both pattern windings at 86% rated load is shown in Figure 
6-6, where Figure 6-6 (a) is the air gap flux at a point, with its FFT in Figure 6-6 (b) and the radial 
air gap flux is shown in Figure 6-6 (c). All FFT values are normalized to the old pattern winding 
fundamental peak of 1.134 T. The new pattern winding has a fundamental magnitude of 102%, 
and at the 3rd harmonic of 180 Hz, its magnitude is 12% while that of the old pattern winding is 
14% of the fundamental. Other harmonics are negligible and are also of the same magnitude in 
the two winding patterns. 
For the same time step, the air gap flux density along an arc in the air gap for both winding 
patterns was obtained at 86% of rated load as shown in Figure 6-6 (c) for a section of the air gap 
arc. The radial flux distribution is not significantly different between the two winding patterns, 




6.3.4 Electromagnetic forces 
The force density was obtained from the radial and tangential air gap flux profile along 
the same arc in the airgap, which gives the force density profile as a function of distance. Maxwell 










𝐵𝑟𝐵𝑡                   
6.3 
where fr and ft are the radial and tangential force density components, Br and Bt are the radial and 





Figure 6-6:  Comparison of the air gap flux density in both pattern windings; (a) At a point, (b) FFT of 




























































































































Figure 6-7 shows the radial force density along the air gap arc, and its FFT for select 
frequencies. The p.u force density for both windings was obtained by considering the 
fundamental at 2f = 120 Hz and using the old pattern winding value of 186 kN/m2 as the base 
value. Generally, for frequencies less than 2f, the new pattern winding had higher harmonic 
magnitudes. At some frequencies such as 21.18, 42.35, 49.42, 70.6, 98.84 and 141 Hz, the new 
pattern winding harmonic magnitudes were over twice that of the old pattern. In comparison 





Figure 6-7:  Comparison of the air gap electromagnetic force densities in new and old pattern winding; 



































































































































































































pattern magnitudes were also higher than the old pattern winding, while at 14.12 and 44.21 Hz, 
the old pattern winding dominates. This shows consistency between the simulated and analytical 
results.  
At 42.35 Hz the simulated force density results show a higher harmonic magnitude for 
the new winding, while the analytical results (armature MMF) for the same frequency have the 
old pattern winding harmonic magnitudes higher. The presence of the same frequency spectrum 
in both the simulated and analytically calculated quantities indicate the correlation of the results, 
while their differences in harmonic content can be attributed to the air gap flux density having 
more effects like armature reaction, material effects and geometry that are not generally 
considered in the analytical armature MMF calculations.  
6.3.5 Losses 
The total harmonic distortion (THD) of the armature MMF in Figure 6-5 resulted into 
16.6% for the old pattern winding and 10.0% for the new pattern winding. A THD of the radial 
force density of Figure 6-7 up to 4 kHz yielded 94% for the old pattern winding and 97% for the 
new pattern winding. Both THDs indicate the harmonic spectrum to be higher in the new pattern 
winding by 3%. These armature MMF harmonics are induced damper bar currents and also 
contribute to non-sinusoidal flux in the stator and pole face, which results in an increase in the 
associated core losses and the total damper bar ohmic losses.  
The solid losses Pohm in the damper bars, which is representative of the resistive loss in the 
damper bars, were calculated from the field solutions using equation (6.4) 
𝜎
6.4 
where J is the current density, σ is the conductivity in siemens/meter. The total core losses Pv were 
calculated using equation (6.5) as a sum of the rotor pole face losses and stator core losses, 




where Bm is the peak flux density, f is the frequency, Kh is the hysteresis coefficient, Kc is the eddy 
current coefficient and Ke is the excess loss coefficient. 
Table 6-2 shows a comparison of the losses in both winding patterns. Results show the 
new winding pattern has higher losses compared to the old winding, this agrees with the higher 
harmonic content found in the new pattern winding. The numerical core losses increase by 6.7% 
and the total damper bar losses increase by 5.3% in the new winding pattern. 






Core losses (kW) 239.6 255.7 
Damper bar losses (kW) 26.1 27.5 
 
6.3.6 Conclusion 
A suitable choice of winding pattern is based on the pattern with the least level of noise 
and vibration. From numerical analysis, this is visible in the presence of subharmonics and low 
frequency harmonics with values greater than 1% of the fundamental. Moreover, the existence of 
harmonics around the natural frequency of the machine core should be avoided. 
The simulated airgap flux density for both winding patterns are very similar, however the 
new winding pattern has higher harmonic components in the calculated radial electromagnetic 
forces, which could significantly increase noise and vibration. 
Changing the winding pattern is therefore a tradeoff between the benefits of the 
refurbishment and other different factors for instance; vibration and noise, associated core and 
damper bar losses, downtime and cost associated with changing the winding pattern. In this case 
the old pattern seems to present better properties than the proposed new pattern. However this 
conclusion is only from numeric electromagnetic simulations, results could be different if all 
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mechanical aspects are put into consideration. When the refurbishment is complete, experimental 
results will be analyzed to ascertain the machine performance. 
6.4 Summary 
Numerical evaluation of changing the winding pattern for a 32.5MVA generator was 
presented. Comparison of the two winding patterns was done using the analytically calculated 
armature MMF, numerically obtained air gap flux density both at a point and in space, and the 
associated radial force densities in the air gap. Analytical results showed some significant low 
frequency harmonics (21.18 and 44.2 Hz), which were also present in the numerical air gap results 
but with less significant values. 
Comparison of the armature MMF and the radial force THD for both winding patterns showed 
an increase of 3% in the new pattern winding. This indicates more harmonic content in the new 
pattern winding compared to the previous one. As a result, there will be higher associated losses 





Chapter 7 :  Conclusions and  
Future work 
7.1 Conclusions 
This work presented several aspects in rotational core losses of hydro generators from which the 
following conclusions can be drawn; 
1. A review of core loss measurement and estimation methods in chapter 1 showed that 
methods to estimate core losses in real machines require the rotational core loss 
component to be accounted for. Accurate estimation of core loses in hydro generators 
finds applications in machine uprate studies, loss distribution and hot spot determination 
in the machine. This work therefore proposes a method to estimate core losses in hydro 
generators including the rotational core loss component. 
 
2. FEA modeling and simulation of hydro generators requires several test data to validate 
the model before it is used for any analysis. Measured data provides a reference for 
numerical models even in the case of different machines with the same machine design. 
As shown in chapter 2, variation in machine performance of several units with the same 
design due to physical characteristics and tolerances such as effective air gap and material 
permeability, can be pinpointed using FEA simulations and open circuit curve data. 
 
3. The distribution of rotational flux in the stator of hydro generators is dependent on the 
design dimensions and the machine’s operating point on the BH curve. Simulation results 
in chapter 3 showed that machines with a larger yoke, smaller air gap, and machines 
operated close to saturation are prone to higher percentages of rotational flux. 
 
4. The shape of a rotational core loss measurement yoke affects the uniform distribution of 
flux in the sample. Proper choice of the type of magnetizer, magnetizer yoke depth, 
sample diameter, winding pattern and number of slots for uniform flux density and field 
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intensity distribution across the sample is crucial. Moreover, these also limit the available 
measurement area. An optimum design should provide uniformity in all field quantities 
at all field levels and magnetization directions. 
 
5. Core loss estimation including both the rotational and non-sinusoidal components is 
possible with the available measured rotational data. The post processing technique based 
on curve fitted measured data, provides an easier, less computation intensive and 
straightforward technique to compute core losses in each mesh element of the machine. 
The method in chapter 5 can be scripted and run in the background of a simulation 
software to calculate core losses. 
 
6. Flux density waveform control in core loss measurements can be achieved using the 
control architecture in electrical machines and drives. A feedback loop in the DQ frame 
using a PI controller was used to control the flux density waveform at high flux densities. 
Moreover, the controller could also be used for non-sinusoidal waveforms with 20% 3rd 
and 5th harmonics. 
 
7. Change in a generator pattern winding for the same stator core design can lead to an 
increase in the air gap electromagnetic forces. The presence of low frequency harmonics 
around the machine radial mode can lead to noise and vibration. Therefore, for the 
available pattern windings of any core stator design, preliminary analysis is required to 
ensure the winding pattern of choice is unsusceptible to noise and vibration. 
 
8. Interlaminar faults distort the measured magnetic field. The increased eddy currents in 
the presence of the fault distort the fields in the location of the fault. This resulted in the 
distortion of the measured magnetic field intensity waveforms in both the clockwise and 
counter clockwise flux rotation directions. This finding can further be developed into a 
lamination fault detection tool. 
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7.2 Future work 
The future work can be summarized as follows; 
1. Develop a metric that can be used to determine the percentage of rotational flux in any 
machine design based on certain relative dimensions such as the ratio between the tooth 
length and yoke depth, the tooth width and air gap length among others. 
 
2. Develop a database of measured rotational core loss data for several magnetic materials 
used in hydro generators, from which rotational core losses in the entire machine can be 
calculated. This database can be included in machine design software for more accurate 
core loss prediction. 
 
3. Quantification and inclusion of the miscellaneous losses existing in the no load measured 
core loss, which are not accounted for in the calculated losses. These losses include rotor 
surface losses, eddy current losses in damper bars and slot leakage flux. Accounting for 
these losses allows the fair comparison of measured and calculated machine core losses. 
 
4.  Script the proposed core loss calculation method in a programming language such as 
python or vbs to be run in the simulation software (ANSYS – Maxwell) during simulation. 
This would reduce on the manual post processing required to estimate core losses 
including the rotational component. 
 
5. Upgrade the controller to an adaptive controller capable of self-tuning especially when 
the material starts to saturate. Manually tuning the PI is tedious and subject to human 
error. 
 
6. Developing a tool to detect interlamination faults from the measured field intensity on the 
lamination surface. Simulated and measured field results showed a visible difference 
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Appendix A: Coil Sizing 
Considering an uncooled open stator, the following assumptions can be made from (T. Chau, 
2015) 
Current density J = 3 A/m2 
Slot fill factor Ksf = 0.4 
Maximum number of conductors per slot N = 10 
Maximum peak current per conductor Ipk = 10 A , Irms = 7.07 A 
Coil diameter   




𝑑 = 2 𝑚𝑚 
Slot dimensions 







𝐴𝑑 = 79 𝑚𝑚
2 




+ (𝑙 ∗ 𝑤) 
𝐴𝑠 = 89 𝑚𝑚
2 
𝑟 =  𝐵𝑠2 3⁄ ,𝑤 = 𝑎𝑣𝑒𝑟𝑎𝑔𝑒 (𝐵𝑠1, 𝐵𝑠2), 𝑙 = 𝐻𝑠2   from slot dimensions in Figure 1. 
𝐴𝑑  ≅  𝐴𝑠 
Since the calculated area of the conductor is about 2 mm, Bs0 needs to be increased to 3 or 4 mm. In 
the prototype two 1 mm diameter cables were used. 
AWG 2mm diameter cable is Gauge 12 with maximum current of 9.3A rms.  
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Appendix B: Magnetizer Set-up at IREQ 
The magnetizer prototype, sensor coil placement, and set up are shown in Figure 2 and 
Figure 3. Table 1 shows a summary of the set up components and their specifications. The 
measurement procedure is presented in the next sub-section with reference to the installed 
software and operational LabVIEW VIs. 
   
(a) Magnetizer prototype (b) H- coils location (c) B-coils location 
Figure 2:  Prototype and sensor coil placement 
 
 




















 NI USB 6356-BNC 
 8 simultaneously sampled analog input channels  
 2 output channels 





 LVC 5050 AE Techron Amplifier 
 AC Mains: 60 Hz, 120 VAC with 30A 
 Maximum load: 250 Volts RMS 
 Parallel mono mode: for 1 kHz, 2Ω resistive load is 





 Tektronix DMM4040 digital multimeter 
 100 mV to 1 kV with up to 100 nV resolution 
 100 μA to 10 A current range with up to 100 pA 
resolution 
http://www.testequity.com/products/1730/ 











Figure. 5:  Schematic of the connection diagram 
2. Connect the DMMS to measure current in each phase winding. Ensure the DMMs are set 
to measure AC current maximum 10 A. 
3. Connect output signals from the AO0 and AO1 BNCs to Phase A and Phase B amplifiers 
respectively 
4. Measure the Phase A and Phase B voltages via attenuators to BNC input channels AI0 and 
AI1 respectively 
5. Place one H-coil (Hx coil) in the lower sample holder slot to measure the magnetic field 
intensity in the X. Pass the leads out through a hole in the sample holder and connect them 
to the BNC AI4. This coil will measure the VHx. 
6. Place the second H-coil (Hy coil) in top sample holder slot to measure the magnetic field 
intensity in the Y. Pass the leads out through a hole in the sample holder and connect them 
to the BNC AI5. This coil will measure the VHy. 
7. Place the sample on top of the Hx coil and pass the X coils from the sample through a hole 
in the lower sample holder. Connect this coil to BNC AI2. This coil will measure the VBx. 
8. Pass the second coils from the sample through the holes on the top sample holder. Connect 
this coil to BNC A13. This coil will measure the VBy.  
Measurement Procedure 
1. Start the core loss project in LabVIEW and open meaurements.vi 
2. Fill in the necessary constants to initialize the VI 
 Material density 
 Constant for the H-coils; NH*A*µ0 















 Sampling rate and number of samples for both generation and acquisition 
 Appropriate phase between X and Y – CW or CCW 
3. Turn on the NI USB card 
4. Turn on the amplifiers 
5. Run the simulation 
6. Increase the Gain button to the required flux density shown in the Bx and By indicator 
By is usually less than Bx because Bx is in the rolling direction of the sample. Turn off the main 
Gain and increase the Phase B gain alone until both Bx and By are the same. 
7. Check the aspect ratio is as desired, the phase difference between X and Y is 900  
8. Click the calculate core loss button to allow the system to calculate the core loss as an average 
of the last measured 100 iterations 
9. Repeat steps 6-8 until all the required flux densities are measured 
10. Reduce the gain to almost 0 or until the current in the DMMs is 0. Click the Stop button vi 
11. When the vi stops. It will prompt for a folder and file name to store the core loss and flux 
density data. Save the data and the vi stops. 
Recommendations 
1. 1. Number of samples and sampling rate 
2. Each DAQ card has its functionality limits, before taking any measurements check to ensure 
that the number of samples and sampling rate is appropriate. This can be done by seeing the 
integrated H-signals. They should be periodic sinusoids. 
3. 2. Limit the maximum current to 10 A 
4. For high flux densities, the required current will be high but since the winding, amplifiers, 
DMMs and set-up is designed for 10 A, limit the current to 10 A. For currents above 10 A 
ensure that the measurement is taken quickly and the current reduced to less than 10 A. 
Core loss calculation 
The field metric method is used to obtain core losses from the measured field quantities in the x 

















Where the field intensity (H) and flux density (B) are obtained from the measured coil sensor 









NH = 220  – number of turns of the H-coils 
AH = 53e-3 * 1.5e-3  – area of the H-coils 
µ0 = 1.256637e-6  – permeability of air  
NB = 5  – number of turns of the B-coils 

















Appendix C: Safe Operating Procedures for the 
Rotational Core Loss Test Bench at Concordia 
University Power Lab 
DO NOT use if the system setup is not aptly connected as shown in the figure below. 
Wear appropriate safety footwear          Wear safety glasses 
Procedure 
1. Ensure there are no lose connections and the setup is well connected. 
2. Plug the transformer into the power outlet. 
3. Switch on the dSPACE. 
4. Switch on the computer. 
5. Open MATLAB and build the Simulink model. 
6. Open dSPACE Control desk, load the project and experiment. 
7. Switch on the 3phase breaker to power the amplifiers. 
8. Switch on the two amplifiers. 
9. Slowly increase the amplifier gains to the desired value, one at a time. Ensure no current 
is flowing as you increase the gains. 
10. Run the dSPACE experiment. 
11. Take the required measurements. 
12. Reduce the output current to zero. Stop the dSPACE measurement and go offline. 
13. Reduce the amplifier gains to zero slowly, one at a time. 
14. Switch the amplifiers off. 
15. Disconnect the amplifier breaker. 
16. Close the dSPACE control desk, MATLAB, switch off the dSPACE and shut down the 
computer. 




Appendix D: Z-component field intensity 
distribution 1 mm above the sample for the 
proposed magnetizer 
 
Figure. 6: Z-component of field intensity at low flux density of 0.56 T 
 

























































y-direction 45 degrees x-direction
13.118
141.311
419.195
100.5 mm
